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NOMENCLATURE

aj,a, Constants, defined by Eq. (6.17) v Velocity

a} Defined by Eq. (6.15) W Mass flow rate

A Area X Steam quality

Ay Cross-sectional area of test-section wall z Axial position

B Defined by Eq. (6.11) 7y Axial position of boiling boundary

¢ Parameter, defined by Eq. (7.18)
[ Parameter, defined by Eq. (7.19)
c'l Parameter, defined by Eq. (7.25)
e Parameter, defined by Eq. (7.26)

Superscripts

* Dimensionless form
Transformed variable, Chapter VI
Cross-sectional average, Chapters ¥ and YIT

c Defined by Eq. (4.7)

Gy Specific heat of saturated liquid Subscripts

C,  Specific heat of test-section wall aiaiveraoaitIbiaoce
d Dlameter b Bulk boiling

E Internal energy 5 Test section

f Friction factor, defined by Eq. (6.17) R D TE

F Defined by Eq. (6.18b) ex Test-section exit

Fy Frictional pressure drop, defined by Eq. (7.2) f Friction

q Acceleration due to gravity £ Liquid

95,9, Constants, defined by Eq. (6.52 R L

G Mass velocity i For ith node

h Heat-transfer coefficient ISt sectipnict

H Saturation enthalpy nb Subcooled nonboiling
Hig Latent heat of vaporization i Riser

J Mechanical equivalent of heat res e Riseriedt

i Constant sat  Saturation

K Flow parameter, defined by Eq. (6.6) sc Subcooled boiling

K Defined by Eq. (6.62) w Test-section wall

K¢ Correction factor, defined by Eq. (8.1) zl Boiling boundary

Kp  Friction-factor multiplier O ks

Ky  Constant, defined by Eq. (6.52 n+1  Defined by Eq. (6.61

L Length L At inlet end of node
Id Downcomer driving height, defined by Eq. (7.23) 2 At exit end of node

m Number of nodes in subcooled region Greek Symbols

n Number of nodes in boiling region a Void fraction

p Perimeter B Defined by Eq. (4.8)

P Pressure = Defined by Eq. (6.26)
3 Frictional pressure drop 3 First-order perturbation term
Pr Prandtl number 5 Position variable

q Heat flux n Defined by Eq. (6.4)

Q Total heat input per unit length ¢2 Martinelli-Nelson frictional-pressure-drop parameter, defined by Eq. (6.16)
Q' Heat input to the fluid per unit length A Thermal conductivity
Qs Heat input required to bring the liquid to saturation ® Dynamic viscosity

Re Reynolds number v Defined by Eq. (6.29)

r Defined by Eg. (6.8) w Frequency of oscillation
s Laplace transform variable ') Correction term for two-phase frictional pressure gradient
S Slip ratio P Density

t Time I Defined by Eq. (7.4)

T Temperature % Area ratio

4 Defined by Eq. (7.39) T Time

ATjg Inlet subcooling Tgsc  Defined by Eq. (6.59)

u Velocity

] Specific volume
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SELF-SUSTAINED HYDRODYNAMIC OSCILLATIONS
IN A NATURAL-CIRCULATION TWO-PHASE-FLOW
BOILING LOOP

by

Kamal C. Jain

ABSTRACT

The effects of geometry, subcooling, and pressure on the inception
and development of oscillatory behavior in a natural-circulation boiling-
water loop were studied. The following range of parameters was covered
by the experimental study:

Heat flux, Btu/hr-ft%: 0.2-3.1 x 10°
Pressure, psia: 200-1500
Inlet subcooling, °F: 0-62
Test section, length, in.: 48, 72, 96

D) kot OR3 G4 N 0RCADE0RTAD
Riser, length, in.: 48, 60

T 0,312 50625 3e 17049

The critical power density was determined by an arbitrary crite-
rion, since the steady-oscillation amplitude increases continuously with
power. For large oscillations, periodic inlet-flow reversals were found,
which could be large compared to the steady inlet-flow velocities. These
phenomena are emphasized by lower system pressure and small-diameter
test section and riser. Other parameters did not affect these phenomena
in a distinct fashion. The frequencies of the oscillations varied from 0.24
to 0.76 cps and, in general, increased with increasing power, as did the
flow amplitudes.

Two theoretical models were investigated, one linear and one non-
linear. The linear analysis in frequency domain due to Jones showed good
ability to predict the oscillation threshold and the frequency associated
with the initial oscillations. The predictions of the threshold power were
correct within +5% for over 60%, and within +10% for over 80%, of the

tested cases.

The nonlinear model of Jahnberg had to be modified to provide a
satisfactory prediction of the steady inlet-flow velocities. However, this
modification and the original model failed to give reasonable predictions
of the oscillation thresholds and frequencies. Neither form of the model
provided a satisfactory prediction of the amplitudes. It is thought that the
one-dimensional formulation fails to take into account vaporization, which
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acts as a periodic forcing function, of superheated liquid near the leading
edge of the two-phase region. The introduction of such a forcing function
allows the computation of periodic bounded oscillations similar to those
observed experimentally, and also explains qualitatively the observed trends
with parameter variation.

I. INTRODUCTION

The proper design of many systems of technological importance re-
quires the understanding of the behavior of heat-transfer systems in which
the circulation is provided by the density difference caused by boiling in
the heated section. Such systems include the evaporators for the process
of desalinization of seawater, natural-circulation boilers, natural-circulation
boiling-water reactors, and similar devices. The behavior of these natural-
circulation systems is characterized by oscillatory conditions in the system
parameters, such as flow rate, pressure, inlet temperature, wall tempera-
ture, etc. Some consequences of this oscillatory behavior are the difficulty
of providing adequate control of system, thermal and mechanical stress
cycles which will lead to a decrease in the durability of equipment,'“’ 42 and
a possibility of premature burnout (wall-temperature excursion resulting in
the melting of the heating-section wall). An additional consequence of this
oscillatory condition lies in the potential for instability, either by itself, or
coupled with other phenomena such as the power level and reactivity of a
nuclear reactor.

The main objective of this work is to obtain a well-documented
consistent set of experimental data over a wide range of pertinent variables
to provide a test of any mathematical descriptions. On the analytical side,
the problem represents a sensitive application of the equations of conser-
vation of mass, momentum, and energy in two-phase-flow systems. Since
understanding of two-phase-flow phenomena is rather insufficient, resort
is made to empiricisms in order to provide adequate descriptions for
engineering practice. The present study is aimed at testing some of the
mathematical models to find out whether, among other things, the existing
empirical correlations are satisfactory for representing the oscillatory
characteristic of the system. An additional purpose of this work is to
analyze the system oscillations with the help of the available mathematical
tools, so as to be able to find a reasonable explanation of the origin of the
oscillatory phenomena and the forces causing them.

I, LITERATURE'SUR VEY

Because of the technological importance of the subject, the litera-
ture is widespread, depicting the experimental and theoretical efforts of
many investigators. In this chapter, most of the pertinent literature is



divided into several general classes and reviewed critically. A general
review of this subject is given in several reports.!’?’3

The description that follows is not intended to include all published
information related to instabilities in boiling systems. Instead, it empha-
sizes only studies that are believed particularly pertinent to this
investigation.

A. Flow Excursion

The criterion of instability first suggested by Ledinegg* in 1938
was later identified with the "flow-excursion" phenomenon. Figure 2.1
shows the qualitative behavior of
steady-state channel pressure drop
as a function of flow rate for a boil-
ing system. In forced convection, if
the operating point is in the region
of negative slopes of the curve
s (point B), and if the characteristic
== curve of the pump has multiple in-
S| tersections with the curve for the
\ channel pressure drop, then a small
e flow disturbance in the system can
lead to another common point (A or
P C). This spontaneous shift of flow
rate is known as a flow excursion.

N CHANNEL
CHARACTERISTICS

PRESSURE - DROP

Fig. 2.1. Pressure-drop Charac-
teristics against Flow

Rate Ledinegg analyzed this be-

havior for a boiler tube. He assumed

buoyancy effects and entrance losses
to be negligible and suggested that the point of initiation of unstable be-
havior was the power at which pressure drop decreased with increase in
flow rate. Mathematically, this condition can be put as

dAP
} 25l
e (2.1)

where AP is the total pressure drop, consisting of sum of friction and
momentum pressure drop, and W is the mass flow rate. Ledinegg obtained
an analytical expression for a forced-circulation system and predicted the
regions of instability by using the above condition. However, this analysis
must be modified for a natural-circulation system since the buoyancy
terms can no longer be neglected.

Chilton,® following the approach of Ledinegg, obtained a criterion
for flow excursion by assuming a homogeneous flow. Levy and Beckjord®
observed that the presence of two-valued flow, as formulated in Chilton's

15
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model, was insufficient to result in undamped cyclic flow variations. The
system should also be dynamically unstable at two points from energy or
force considerations.

B. Flow-oscillation Experiments

Several in-pile as well as out-of-pile test results are available on
the oscillatory behavior of natural- and forced-circulation boiling systems.
A comparison of the test results, as to the effect of the mode of circulation,
shows that both systems may display similar trends in oscillatory behavior.

Anderson and Lottes’ suggested that "the reason for this is not
firmly established, but it may be argued that in the regions of instability,
the change in the buoyancy term which is a measure of the pumping head
is not greatly affected by a change in mass flow rate, while the friction
and momentum changes are greatly affected. Thus, the system acts as a
forced circulation system with the constant driving head equal to the head
of water in the downcomer."

In this section, some natural-circulation out-of-pile tests and their
important conclusions are described briefly.

Wissler et _1.6’7 made some tests on open and closed natural-
circulation loops at atmospheric pressure. They studied the oscillatory
behavior of the loop under single-phase (no vapor in the test section due
to low power inputs), as well as two-phase, flow conditions, but no data
were obtained to study instability thresholds. Flow-rate and temperature
oscillations were recorded which were of nonharmonic character and
whose amplitudes and frequencies were found to be functions of the power
input. The oscillation periods measured were of the order of 50-200 sec,
whereas test results from other loops!’® showed two shorter periods (a
short period of the order of 5 sec, and a long period of the order of
50-100 sec).

Zivi and group'®!* at Space Technology Laboratories (STL) studied
the oscillatory behavior of a natural-circulation loop at atmospheric pres-
sure by using a variety of rectangular test sections. They observed spon-
taneous flow oscillations in a channel believed to have a scarcity of
nucleating centers (a welded channel), as contrasted to the different flow
oscillations arising in a channel with an abundance of nucleating centers
(a soldered channel). Another interesting experiment was performed dur-
ing these tests wherein power modulation at 1 cps was imposed on the
system at a mean power level slightly below the threshold of instability.
They observed no instability. Before the power was modulated, the power
level had first been raised to the point at which spontaneous flow oscillations
at approximately 1 cps were observed. The oscillations were allowed to
persist long enough until they became steady; then the power level was



reduced just enough to make the system stable. The flow oscillations could
not be triggered by superimposing sinusoidal modulation of amplitudes up
to 20% of mean power on this threshold power. The authors observed that
the flow instability results from a very specific (but as yet undetermined)
power-influenced flow condition. When this flow condition does not exist,
the system is stable even in the presence of disturbances of the critical
frequency.

The range of periods of the flow oscillations in these tests made at
STL was from 0.8 to 2.5 sec. Figure 2.2 shows a typical envelope of flow
oscillations of the welded channel (which was chosen to simulate SPERT IA
Reactor Geometry) plotted against power input.

The experimental work by Quandt!? at Bettis Atomic Power Labora-
tory consisted of the study of flow oscillations in a uniformly-heated
rectangular channel in the pressure range of 600-1000 psia. He observed

that the exit steam quality at which

flow oscillations occurred was a
a0

ENVELOPE OF °\ function of absolute pressure and
WELDED CHANNEL - . 2
ARG e e % subcooling, and that the inception

o / and cessation of oscillations were

32 pp’d \QO‘\O’ reversible.
o

At Argonne National Labo-
d( of ratory, a series of tests was con-
o D el /l N ducted® on the "Armadilla" loop?
\ (a 600-psi natural-circulation test
SAURAT BN 006 ) facility) as well as on the high-
- | | | pressure natural-circulation test
Rt 100 so:ow::o";t:oo 1200 1400 1600 156p (2000 psia). For the tests on
the Armadilla loop, nonrandom
Fig. 2.2 Flow-oscillation fluctuations in the steam void frac-
Envelope14 tion, which were measured by the
one-shot gamma-attenuation
technique,”” were used as a primary indication of instability. For the high-
pressure loop tests, the continuously-recorded output of a differential
pressure transducer, connected across a venturi located in the downcomer,
was used to determine instability. The information was mostly of quali-
tative nature and may be summarized as follows:

FLOW - RATE, cc/sec
n
D

INLET TEMP. 101°C
20| (FREE SURFACE QP \

10

1. Stability increased with pressure (possibly a linear relationship).

2. Stability was influenced by the geometries of the test section,
riser, and downcomer. The general trend seemed to be that an increase in
the pressure drop in the two-phase region of the flow loop decreased sta-
bility, while an increase in the pressure drop in the single-phase region
increased stability.

185
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3. Over the limited range of variation in the geometry of the loop,
the stability was independent of the liquid level above the riser.

The results from other experimental tests show similar behavior,
except for the effect of liquid level on stability. It has been shown that the
liquid level influences the oscillatory behavior of a boiling system.

Similar tests were made by Levy and Beckjord® at General Electric
on a 1000-psi natural-circulation loop. They used an annular test section
and examined the effect of inlet subcooling, heater-rod geometry, and flow
restrictions. An arbitrary criterion of *10% variation in the pressure
drop across the test section was used for the instability threshold. The
following observations were made:

1. Instability occurred at lower steam qualities and higher flows
as the inlet subcooling was increased.

2. An increase in the test-section flow area led to instability at
lower exit qualities and power densities (per unit volume of coolant).

3. Operation with a downcomer restriction damped the system
oscillations, but the maximum power densities achieved before burnout
were relatively unchanged.

4., The periods of the oscillations varied from 2 to 4 sec.

Their results are compared with the present experiments in
Chapter IV.

An interesting experimental investigation was presented by Spigt,
Dijkman, and Bogaardt,'! Eindhoven University, Netherlands. They obtained
autocorrelation functions and power-density spectra for the pressure-drop
signal at the test-section inlet. The rms values of the inlet pressure drop
at the instability frequency were then derived from the power-density curves
and plotted as a function of power. An annular test-section geometry was
used for these tests. The results showed a flow reversal at low pressure
(approximately 29 psia). At high pressures (approximately 337 and 435 psia),
this phenomenon was not seen at either low or high inlet subcoolings (approx-
imately 3 and 27°F).

The results from low-pressure tests (approximately 15 and 115 psia)
by Fabrega!? at Grenoble, France, indicate boundaries at which oscillations
occur under given conditions of geometry and pressure. The following
phenomena were observed in the tests at atmospheric pressure:

1. Slug flow with considerable coalescence in the riser was noted
under unstable conditions.



2. Recurrence of stability took place when the inlet subcooling was
reduced or the power was increased.
Becker and his associates!®’!® at AB Atomenergi, Sweden, varied a
wide range of parameters in studying the inception of instability of a natural-
circulation loop. For these tests, a throttling valve was located at the test-
section inlet, and a variable sharp-edged area reduction was mounted in a
chamber at the:test-section exit. Inlet throttling showed a stabilizing trend;
exit throttling had the opposite effect. In these tests, the inlet temperature
(not the inlet subcooling) was kept constant, so that the subcooling varied
with pressure. Inlet subcooling as high as 430°F and a pressure of
150-1000 psia were covered. The following operating characteristics were
noted: (1) diverging oscillations causing burnout, (2) stable oscillations,
and (3) burnout without oscillations.

In these tests, the flow rates were measured with a differential
pressure cell connected across a venturi. It was indicated that these flow
rates might be erroneous after the onset of instability. The reason for this
was ascribed to the effects of fluid acceleration on the venturi readings.

C. Theoretical Treatments

The theoretical analysis of the prediction of hydrodynamic oscilla-
tions in a natural-circulation loop, in general, consists of some type of
solution of the conservation equations of the boiling channel with the bound-
ary condition of zero total pressure drop around the system. In addition,
suitable relationships are required for the slip ratio between steam and
liquid and for two-phase pressure drops. Since these two-phase flow rela-
tionships are not known for the dynamic conditions, a general trend has
been to use one of several steady-state empirical models.

A few of these analyses are satisfactory in the sense that they
predict the frequency of oscillation in the range observed experimentally,
and some have also been shown to predict the point of inception of oscilla-
tion with reasonable accuracy. Some questions remain unresolved, such
as whether the use of the two-phase, steady-state flow models is justified
and, if so, which of these models is most accurate. Whether these analyses
can predict the experimentally observed amplitude of oscillation at a given
power, also remains unresolved. It is intended here to indicate briefly a
general description of the principal features used in most of these analyses.

A few analyses utilize the simulation of the boiling loop on the analog
computer. Garlid et il.mused a lumped parameter model without linear-
ization of the basic equations and simulated the low-pressure test facility
at the University of Minnesota. Negligible heat capacity of the test-section
wall was assumed, and the slip ratio was taken to be either constant or
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linearly variable. In the conclusions, it is observed that, "the mechanism
by which oscillations are initiated and sustained at high pressure appears
to be essentially the same as that at low pressure despite the fact that in
one case the oscillations appear to be relaxation oscillations and in the
other case nearly harmonic."

In another analog-simulation study of the dynamic behavior of
natural-circulation systems, Anderson et a_ll,“’ claim that the predictions
from their model compared well with the oscillatory behavior observed
experimentally. Several slip-ratio models were tested, and a comparison
with the analog model indicated that the oscillation threshold was sensitive
to the magnitude of the slip ratio, but insensitive to the rate of change of
slip ratio with power.

Levy and Beckjord® developed a mathematical expression for the
instability thresholds, based on the following hypothesis:

At equilibrium, a certain fraction of the test-section volume is
occupied by steam. Any change in heat flux or inlet flow rate should re-
sult in the change of the steam-volume fraction. This does not happen
instantaneously, but changes with average flow velocity. The driving head
in natural-circulation system is a function of the steam-volume fraction
and therefore changes after a delay caused by the transit time of the signal
up to the two-phase region.

The above considerations led to the following mathematical
expression:

dv o
=+ aVZ+ bV - ¢ +f f'lQ,V(t-T)]dT=0 {(2°2)
(]
where
V = inlet water velocity,
t = fluid transit time across riser,
f' = function of void fraction dependent upon inlet velocity and

heat input,
Q = heat input,
and
a,b,c = loop-friction loss and heat parameters.
In the discussion, Levy and Beckjord show that the measured oscilla-
tion period compared satisfactorily with the values predicted by this model.
They point out, however, that unless the precise nature of the function, f', is

known, the onset of instability with respect to heat input, loop pressure and
inlet velocity cannot be predicted.
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Levy and Beckjord also discuss another viewpoint concerned with
flow mechanics and flow-pattern instability. The model deals basically
with the causes of instability rather than the quantitative aspects of the
behavior of a system. They examined the energy transmitted by shear
forces at the steam-water interface and at the fluid channel interface and
suggested that when the shearing energy received by one fluid exceeds its
ability to dissipate that energy at the channel wall, the excess energy ap-
pears in the form of eddies or slugs causing oscillations. If this is the
cause of instability, at threshold a discontinuity should exist in the pres-
sure drop in the two-phase region. But the experimental data! do not
show this discontinuity. The model also fails to predict the frequency of
oscillation.

Wallis and Heasley?® employed a Lagrangian coordinate model
which permits an exact solution of the conservation equations for a chan-
nel subjected to cyclic variation in inlet flow. The authors made a mathe-
matical analysis of three modes of oscillation of a simple two-phase-flow,
natural-circulation system: (1) oscillations due to changes in riser
buoyancy, (2) oscillations excited by the heated section, and (3) parallel-
channel oscillations. They assumed zero slip and made a qualitative check
with a small, natural-circulation, pentane loop. A general mathematical
criterion for inception of oscillation was not developed.

Boure?! initiated a different approach. He considered two models,
the "Density Effect Model" and the "Delay Effect Model." In the first
model, he considered a characteristic time, which is a function of power
density and the slope of the curve of specific volume versus enthalpy.
This enabled the period of oscillation to be predicted. The second model,
also known as the "Propagation Model," is based upon the propagation
signal of small disturbances in two-phase flow. Boure suggests that
continuity and dynamic waves are associated and that the mass transfer
between two phases plays an important role.

Fleck?® analyzed the dynamic behavior of boiling-water reactors
by using the laws of mass, momentum, and energy. Several simplifying
assumptions, such as zero slip and zero subcooling, weaken the analysis,
and the equations are solved by considering the heated section as one
lumped region. The analysis does not predict oscillations but consists
of convergent or divergent values of the flow rate. In the interpretation
of the instability in the coolant cycles of the BORAX and SPERT I nuclear
reactor experiments, Fleck points out that the unstable behavior displayed
by these reactors was more likely a hydraulic phenomenon and not a con-
ventional feedback instability arising from time delays inherent in these
systems.

Quandt!? applied small-perturbation theory to the linearized con-
servation equations and obtained the transfer functions by Laplace



transformation of these equations. He utilized these transfer functions as
the criterion for the flow oscillations. Homogeneous flow and monotonic
spatial variation of enthalpy and mass flow rate were assumed. The trans-
fer function that results, shows that the flow response to change in power
is oscillatory when a certain coefficient becomes zero. This gives a nec-
essary condition for flow oscillations in terms of the exit quality:3

. [1+X vﬂ/(vg-v[/)] (1+fL/D)
ex 1 - sz/(vg-vz)

¢ (23}

where X is the quality at the midpoint of the channel. Other terms are
defined in the Nomenclature and have their usual meanings.

A check of the above criterion showed that the experimental data
fell considerably below the prediction and that the slope of the X ,-versus-
fL/D line was less than that of the data.

Jones,?? in a similar linearized mathematical treatment, considered
the effect of a moving boiling boundary and applied the Nyquist criterion for
the prediction of instability. His analysis shows that the moving boundary
effects due to presence of a subcooled region play an important role in
determining flow stability and should not be ignored. The model checked
well?®?7 with other experimental data; hence, this was one of the models
that was used to compare its predictions with the experimental data of the
present study. Further details are presented in Chapter VI.

The momentum-integral model of Meyer and Rose®® used a digital
computer to obtain a numerical solution of difference equations repre-
senting partial differential equations of hydrodynamics and energy. The
model neglects compressibility effects and considers the heat capacity of
the channel, and the effect of proper time-space energy-transport rela-
tionship is illustrated. A separate digital-computer program29 contains
provision for two-dimensional flow. The predictions show good agreement
with the experimental data of Blubaugh and Quandt,>° though somewhat more
damped than indicated by experiment.

Meyer also considered the effect of compressibility in another
analysis and developed a "sectionalized compressible model."*! The anal-
ysis was, however, limited because of the numerical stability problems.
Also, the required time-step size was of the order of time for a sonic
wave to pass through one differential step, in the sinusoidal direction, which
required a prohibitively large time for digital computation.

Jahnberg used a difference approximation to solve a one-
dimensional form of the nonlinear equations of mass, momentum, and
energy written for a natural-circulation loop. The steady-state flow rate

16,32



1152)

is approximated by an iteration procedure, and a step increment in power
(momentary or otherwise) is made to study dynamic behavior of the system.
The model checked reasonably well with experimental data (see Refer-
ences 15, 17, 26, and 27) and, therefore, was used to compare with the
present results, as discussed in Chapter VIL

Nahavandi and von Hollen?*’3* obtained a generalized theoretical
model to predict the dynamic behavior of forced- or natural-circulation
boiling-water reactor systems. The space-dependent neutron kinetics
equations for the reactor core and the space- and time-dependent flow-
conservation equations for the coolant system were expressed spatially
in finite-difference form and then integrated in the time domain. The
results were verified with the experimental data of Levy and Beckjord.®?
Analytical predictions of the instability thresholds and frequency of os-
cillations are shown to be in good agreement with the test data.

D. Closure

Some of the experimental and theoretical investigations were
analyzed comprehensively by Neal and Zivi.?®?” Some of their conclusions
are summarized below:

1. Most of the data on boiling-water loop oscillations are explain-
able as a result of feedback between the flow rate and the steam voids.

2. The linearized model of Jones?? predicted threshold of insta-
bility and oscillation frequencies quite well for about 70% of the cases.
Thus, the oscillations can be considered to be a linear phenomenon for
small amplitudes.

3. The nonlinear analysis by Jahnberg® provided a fairly reason-
able prediction of the steady-state values. The prediction of threshold and
frequency of hydrodynamic oscillations was somewhat less reliable than
Jones's model.

In Chapter IV, some of the published experimental results are
compared with the observations of the present experimental investigation.
In Chapter VIII, the predictions from two of the theoretical models®¥’3? are

compared with the data obtained in this study.
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III. EXPERIMENTAL APPARATUS AND PROCEDURE

In keeping with the main objective, a series of experiments was
planned to cover a wide range of parameters, taking special care to obtain
information about the effects of the test-section and riser geometry on the
oscillatory behavior of the system, The design of the experimental facility
was kept simple, and appropriate arrangements were made for a control
on each parameter. Sudden expansion and contraction of the flow path were
avoided as far as possible, and other constrictions in the loop were kept
to a minimum.

A. Description of Equipment

A schematic diagram of the loop is shown in Fig. 3.1. All compo-
nents of the loop were designed to withstand pressures greater than 2000 psi.
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Fig. 3.1. Schematic Diagram of Test Loop
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A general description of some components follows:
1. Power Supply

A 300-kW, 60-cps, alternating-current power supply provided
heat to the test section. The maximum output voltage of this supply was
100 V at 3000 Amp, and an ignitron circuit provided a continuously-
variable manual adjustment in the range of 5-100 V., The unit was designed
to have negligible current fluctuations and was capable of maintaining a
constant rms power level to within *+1%, As an emergency feature, the
system included a relay contactor for tripping the power.

2, Test Section and Riser

Variations in the test-section and riser geometries were
made possible by using three pairs of flanges to join them to the rest of
the loop. The lower end of the test section was connected to a 2-in. pipe
section by means of a pair of 2-in, flanges. The flow path to the test
section was tapered to minimize any disturbance in the system due to
change in cross-section area. In addition, a calming length equivalent
to several diameters of the tube was allowed between the tube inlet and
the lower bus bar. A pair of l-in, flanges joined the test section and riser;
the top end of the riser was held into the steam separator by means of a
pair of 2-in. flanges. Durabla gaskets sealed the flange joints and pro-
vided electrical insulation between the test section and the rest of the loop.

All the test sections were designed to have uniform power
distribution. The wall thickness of each test section was chosen to with-
stand a bursting pressure greater than 3500 psi and to provide electrical
resistance for a maximum power input of more than 200 kW. The dimen-
sions of test sections and risers used in different geometrical combinations
are listed in Table I. Except for one riser, which was a 1-in., Schedule 40,
steel pipe section, all the test sections and risers were standard, seamless,
stainless-steel tubes.

TABLE I. Test-section and Riser Geometry

Test Section Riser
Geometry Length, 10D13 OD, Length, 1HD)% oD,
No. L, gt in, in, in, in,
1 96 0.8125 DI85 48 1.049 1% 315
2 96 0.364 0.54 48 OFS125 0375
3 96 0.625 0875 48 0.625 0.75
4 T2 0.625 (05 77=] 48 0.625 0.75
5 48 0.625 0.75 48 0.625 Q.75
6 96 0.625 (0] (=) 60 [0}, (675} ()7




3. Steam Separator

The two-phase mixture from the riser was separated in the
steam separator. As shown in Fig. 3.2, this was a 4-in.-diam pipe section,

1/4" COUPLING
—_— /—4" CAP
b
/4" PIPE
—— 4
2" PIPE e
y
44" —_—
4x 2 REDUCER
—l———— P
14"
2" PIPE
N 2" STUB-END
81/2° . pioe
Fig. 3.2. Steam Separator

the top end of which was welded to

a 4-in, cap. The lower end was
attached to the riser by means of a
2-in. flange welded to a reducer.

A 2-in.-diam steam outlet near the
upper end joined the line leading to
the condenser, and another 2-in,-diam
line near the lower end joined the
crossover, A 1/4—in, vent was pro-
vided in the center of the cap.

4, Steam Condenser

This parallel-flow heat
exchanger had been used previously
in other experimental work*? and
was designed for heat dissipation
of approximately 230 kW. However,
its heat-removal capacity was found
to be considerably reduced, most
likely because of scale formation on
the cooling tubes. A drawing of the
steam condenser is shown in
Fig. 3.3. The shell of the cooler was
a 6-in. steel pipe, the ends of which
were enclosed by two 6-in. caps.
Cooling water entered through four
7/16-in. pipes, each of which had a
separate regulating valve. This

water was then discharged through a l-in. pipe after passing through a
manifold inside the condenser, where the four streams were combined,
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Such an arrangement provided flexibility of operation, and single readings
of exit temperature and flow-rate measurement sufficed, Steam entered
the condenser through a 2-in, line at the top, and the condensate discharged
through another 2-in. opening at the bottom,

5. Subcooler

Before the inlet to the test section, another cocurrent heat
exchanger provided a cooling capacity of up to 50 kW, whenever additional
cooling was necessary for the temperature control of the water at the inlet
to the test section. The lower horizontal section of the loop was used as
the heat-exchanger shell (3-in. diam) in which the loop water entered from
the 2-in,-diam downcomer and discharged through the 2-in. line joining
the test section. The cooling water entered through three individually-
regulated I/Z-in.—diam pipes and discharged through a 3/4-in.—diam pipe
after combining in a manifold.

6. Preheaters

Three clamp-on resistance heaters, each of 3-kW capacity,
were located on the downcomer line to provide additional heat input whenever
necessary to raise the inlet temperature of the water entering the test
section, Two of these heaters were operated by on-off-type switches, and
the third was connected through a variable voltage supply for finer control
of the heat input,

B. Instrumentation

This experiment provided a wide choice of variables for studying
the system behavior. The final selection was based upon ease of measure-
ment, equipment availability, and freedom from excessive noise and drift,
A differential pressure transducer connected across a venturi located in
the downcomer was used to measure the inlet flow rate. Other variables
measured were pressure drop across test section, wall temperature, and
bulk-fluid temperatures, in addition to the power input and loop pressure.

A study of the oscillatory behavior of these variables required an
accurate and fast-responding recorder, with a possibility of varying the
chart speed. At first an FM tape recorder was used; this was later
replaced by an oscillograph. Their use required auxiliary instrumentation,
which included a bucking-voltage system, amplifiers, and a calibration
unit, The instrument panels are shown in Figs. 3.4 and 3.5, and a general
description of the instruments follows.



. Regulating Valve--Make-up

. Barton Gauge (Liquid Level)
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2. Brown Recorder

3. Integrating Circuit

4, Control Panel--Power Supply
5, Pyrovane

6. Power Supply--Transducers
7. Bucking Voltage System

8. Amplifiers

9. Voltage Supply--Calibration
10. Oscillograph-=-Visicorder

11. Manometer--Venturi

12. Voltage Regulator

Variable Transformer
Regulating Valves--Subcooler

Fig, 3.5, Additional Instrument Panels
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1. Power Measurements

The electrical power input to the test section was measured by
a Westinghouse Model 310 a.c.-d.c., wattmeter. Its range was 500 Wat 100 V
and the accuracy rating was 0.25% full-scale. The power input was also
determined by the product of the voltage drop across the test section and
the current flowing through it. The voltage drop was read on a Westinghouse
type PA-5 portable a.c. voltmeter, whose rated accuracy was 0.25% at a
full-scale reading of 150 V. The current input was reduced with a trans-
former by a ratio of 500:1 before reading on a Weston Model 370 ammeter
of 5 or 10 Amp full-scale. The accuracy of this instrument was specified
to be 0.17% full-scale over the first half of the scale, and 0.25% over the
second half,

’

2. Pressure Gauges

Two, 0-1500-psig, pressure gauges (Heise Bourdon Tube
Company) were connected at the test-section inlet and exit. These gauges
had l-psi subdivisions. A dead-weight pressure tester was used for
calibration.

3. Liquid-level Gauge

A liquid-level gauge, 0-50-in. range, manufactured by Barton
Instrument, Inc., was used. Its two lines were connected to the condenser
bottom and the downcomer inlet.

4, Manometers

A high-pressure inclined manometer, 20-in. full-scale range,
was connected across the venturi (0.707-in, throat diameter) in the down-
comer. Another high-pressure manometer was connected in the make-up
water line across a 0.2916-in.-diam orifice, Ordinary manometers were
used to measure the cooling-water flow rates through the condenser and
subcooler.

5. Pressure Transducers

Two differential-pressure transducers (Statham Instruments,
Inc.) measured the pressure drops across the venturi in the downcomer
and across the test section. The ranges of the transducers were 1 and
15 psi, respectively. In the preliminary tests, an additional differential-
pressure transducer, 0-15-psi range, was installed across the riser, but
had to be removed because of faulty performance.



An absolute-pressure transducer (Statham) of 0-2000-psi range
was connected at the test-section exit to record the local pressure varia-
tions, It was found that, in most cases, this pressure variation was quite
low (rarely exceeded 5 psi), and the recorder was unable to indicate it
because of the low sensitivity of the transducer (12 ,uV/psi);‘ also the
instrument noise obscured these small changes. The use of this trans-
ducer was discontinued after tests were completed with the first geometry,

Regulated d.c.power supplies from Harrison Laboratories, Inc.,
were used for the excitation voltage to the transducer bridge circuits.
These transformed a 95-135-V a.c.input power to a regulated output of
0-15V (0-0.2 Amp). The noise characteristics of these power supplies
were rated to be less than 100 uV rms for any combination (within rating)
of line voltage, output voltage, and load current; the total drift for 8 hr at
a constant ambient temperature was less than 0.1% plus 5 mV.

6. Thermocouples

The fluid temperatures were measured at various locations in
the loop with 0.011-in.-diam Chromel-Alumel sheathed thermocouples
(0.061-in, OD). The tips of the thermocouples were positioned approximately
in the center of the flow cross section. The thermocouples, calibrated in
a hypsometer over 50-500°F, were located at the test-section inlet and
exit, in the steam separator, at the condenser exit, and in the downcomer.
The time constant of these thermocouples was estimated** to be 50-150 msec.

Several 30-gauge Chromel-Alumel thermocouples, insulated by
thin mica sheets to minimize electrical pickup, were held securely against
the test-section wall with glass tape. Some of these thermocouples were
used as burnout detectors. The time constant of these thermocouples was
estimated to be about 25 msec,* but the heat capacity of the test-section
wall and the mica sheet added considerable time lag, reducing the overall
temperature response of these thermocouples to the order of a few cycles
per second,

Chromel-Alumel thermocouples were also placed in the
cooling-water discharge of the condenser and subcooler.

7. Bucking-voltage System

Eight units were used, each consisting of a voltage-dividing
circuit connected to a 1.35-V mercury cell. The range was 0-20 mV,
and linear tolerance was within #0.25%. The voltage-dividing circuit was
sized so that the effect of loading would not cause the bucking voltage to
vary by more than 1/2%.
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The system limited the amplifier output to a desired range,
SO as not to overload the galvanometers, It also allowed adjustment of
the position of the galvanometer signal on the oscillograph chart,

8. Amplifiers
Eight, Model A-12, Electro Instruments, Inc., d.c.amplifiers

were used, These amplifiers had a continuously-variable gain in the range
of 0-1000. Some important features of these amplifiers were:

D.C. gain accuracy +£0.1% at gain setting
D.C. gain stability +0.01% at gain setting
Drift <4 uV in 200 V at
constant ambient temperature
<0.45 uV/°F
Noise (referred to input) 0-3 cps: 10 uV peak-to-peak

0-750 cps: 7 4V rms
0-50 kc: 14 UV rms

Frequency response #33d B to-50 ke =100% tor 28 ke
Linearity +0.1% to 2 kc
9. Brown Recording Potentiometer

An eight-channel 0-10-mV Brown Recording Potentiometer was
used for measuring signals from the thermocouples located in the flow
stream at the condenser exit, in the downcomer, and in the discharge of
cooling water from the condenser and the subcooler.

10. Tape Recorder

At the start of this investigation, the data were recorded on
magnetic tapes by means of a Honeywell Portable Model 8100 FM tape
recorder equipped with seven data channels. The information on the tape
could be recorded and played back at tape speeds of 1, 3‘3}-, 15, and
30 in,/sec for frequency-response ranges of 0 to 0.625, 1.25, 5, and
10 kc, respectively. The noise was specified to be a maximum of *2% rms
at full scale. The specifications required the input signals to be in the
2- to 10-V range, which the instrument played back in the 0- to 2-V range.
The information from the tapes was digitized on a six-channel, Packard-
Bell Analog-to-Digital Converter capable of digitizing at a sampling rate
of 0.5 to 768 msec.

The tape recorder provided the possibility of fast and con-
venient data processing. It was intended to be used for statistical corre-
lation of the system variables, which required a large number of samples



for digital calculations. Unfortunately, its use was unsatisfactory in this
work because of the requirement that the input signal be amplified to be
close to 10 V for the best results. This required an amplification of the
order of 10® with the d.c. component of the signal in, and of the order of
10° without the d.c. component (bucked out) of the signals from the thermo-
couples and transducers. The noise level associated with the available
amplifiers at such high gains discouraged the use of this tape recorder.
The time and expense barred procuring of adequate amplifiers.

11. Oscillograph

A Honeywell Model 1012 Visicorder Recording Oscillograph,
with the frequency and sensitivity characteristics of optically recording
oscillographs, provided a satisfactory replacement for the tape recorder,
It consisted of several (maximum of 36) subminiature, electromagnetically-
damped, optical galvanometers. Each of these deflected a small mirror
proportional to the electrical signal. The mirrors reflected a light beam
proportional to the deflection onto a motor-driven, photosensitive, paper
chart. The linear speed of the chart was controlled at various values
ranging from 0.1 to 160 in./sec within a tolerance of +2%. For this work,
electromagnetic damped galvanometers were used because of their high

sensitivity. These were rated for a flat (+5%) frequency response of
0-24 cps.

Block diagrams of the thermocouple and transducer inputs to
the recorder are shown in Fig. 3.6,

BUCKING
VOLTAGE
CHROMEL- ALUMEL \CE ) POTENTIAL
THERMOCOUPLE G0 g 2e0 Y S AMPUIRIER DIVIDER
@ wunction | 5 X50
S ) B e et
To
BUCKING RECORDER
DIFFERENTIAL PRESSURE VOLTAGE
STRAIN GAUGE TRANSDUCER 0-20mv AMPLIFIER
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Fig. 3.6. Block Diagrams of Thermocouple and
Transducer Signals to Recorder

C. Safety Features

This high-pressure and high-power experimental facility included
several safety features, which are described in the following paragraphs.
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1. Burnout Detectors

Burnout detectors were used to prevent the "burnout" of the
test-section wall whenever the safe power input to the test section was
exceeded. Figure 3.7 is a block diagram of the electric circuit, Six
thermocouples located at strategic positions on the test-section wall acted
as burnout detectors. Each was connected to a bucking-voltage supply, and
then to a normally-open relay. Whenever any thermocouple signal exceeded
a preassigned value of the bucking voltage (20 mV, equivalent to 910°F),
the relay was closed, thus tripping the power to the test section. This
safety device prevented damage to the test sections on several occasions,

BUCKING
VOLTAGE
CHROMEL-ALUMEL \CE 0-20 mV NO::EANLLY
THERMOCOUPLE = = 5]
Ho-—4f7 % o
JUNCTION i a1 °f RELAY
— CONTACTS
——d

Fig. 3.7. Block Diagram of Burnout-detecting System

2 Test-section Shroud

Though each test section was designed for a bursting pressure
of over 3500 psi, additional safety was provided by a metal shroud. It
consisted of a piece of thick steel tube whose inside diameter was slightly
more than the outside diameter of the test section. This was cut into
two semicylindrical pieces, which were put around the test-section wall
and held tightly by hose clamps. The shroud was insulated from the test
section by 1/64-in.-thick Durable.

3. Rupture Disc and Check Valves

As shown in Fig. 3.1, a 1700-psi rupture disc was located in
the steam line to the condenser to prevent damage to the loop due to
accidental overpressurization.

In the event of the failure of the cooling tubes, the laboratory
water piping system was isolated from a pressure surge by means of
2000-psi check valves. Two check valves were installed in each line
upstream of the cooler.

4, General Safety Features

The loop was loosely held in the vertical direction to allow for
thermal expansion.

The whole loop was shielded by a 1/4-in.-thick aluminum plate,
Two readily-accessible push buttons were provided for power shut-off in
case of emergency.



D, Thermal Insulation

After completion, the loop assembly was hydrostatically tested by
pressurizing the water-filled loop to 3500 psi. (An appropriate rupture
disc was substituted for this test,) This was repeated after installing
every new test section/riser assembly, All leaks were stopped, and the
electrical insulation of the test section from the rest of the loop was
checked.

Except for the test section, riser, and flanges, the loop was ther-
mally insulated with several layers of 85% magnesia lagging. The test
section and riser were covered with several layers of lé—in,-thick spun-
fiber-glass batts, with aluminum foil on the outside. The flanges were
covered with thick insulation blankets. A heat balance of the loop compo-
nents indicated normal heat loss., This is discusged in detail in the next
chapter,

E, Experimental Procedure

The operational procedure of the loop was simple and is briefly
described here. The loop was first filled with demineralized water, which
was allowed to overflow through the vent line. The manometer, transducer,
and liquid-level gauge lines were bled to expel any air and were put into
service, The water overflow was then stopped and the vent valve was closed.
The loop was then allowed to drain until the liquid level was a little higher
than the value for the test condition. The power was turned on, and the
loop was slowly heated. When the loop pressure approached the test con-
dition, air from the loop was vented by keeping the steam vent line open
for several minutes. At this point, the loop was allowed to stabilize at
the test conditions,

The above procedure required 2 to 3 hr. In the meantime, the
recording instruments and other accessories were checked and calibrated,
The zero position of each galvanometer signal on the oscillograph chart
was corrected, and a calibrated signal was fed to each amplifier in turn,
The gain was adjusted to obtain the desired response of the galvanometer
on the chart., This calibration procedure of the recorder was repeated at
least once more during the operation. When the loop was brought to the
test conditions, the switches were selected so that the light traces of the
thermocouple and transducer signals were seen on the oscillograph. These
were positioned by adjusting the bucking voltages.

The loop required manual control of the flow of the condenser cooling
water for maintaining the loop pressure and that of the subcooler or pre-
heaters for the temperature of the water at the test-section inlet. Occa-
sionally the liquid level required adjustment. Whenever required during
the operation, the water to the loop was added through the make-up line by
means of a high-pressure pump.



Data were recorded at a given power when the system was stabilized
at the predetermined values of the system pressure, the liquid level, and
the temperature of the water at the test-section inlet, The power was then
step-increased for the next set of data. Including the time required to
stabilize the loop at the new power input, a new set of data could generally
be taken in about 15-20 min. The power was increased to as high a value
as possible; some of the general limitations were the power trip by one
of the detectors, the limited cooling capacity of the condenser or subcooler,
or the limited heating capacity of the preheaters,

Bl
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IV. EXPERIMENTAL RESULTS AND DISCUSSION

A. Loop Heat Balance

Several runs were made to calculate heat losses at various pres-
sures and heat inputs after the loop assembly was completed and thermally
insulated. With an increase in loop pressure, the heat losses increased.
Increased heat input to the test section at a given pressure did not result
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Fig. 4.1. Loop Heat Loss vs Pressure

B. Experimental Data

in any significant change
in the heat loss. Total heat
loss from the loop is
plotted against pressure in
Fip il

Heat loss was checked
systematically for each com-
ponent of the loop. The cal-
culations showed that the heat
loss from the test-section
surface was less than 3% at
lowest power input (10 kW),
and it decreased with in-
crease in input power

As explained in Chapter III, the data for each run were recorded
after the system was permitted to come to a steady condition at the pre-

determined values of the loop parameters.

set of runs.

These parameters were power,
pressure, liquid level, and inlet subcooling for each test-section and riser
geometry. It was not always possible, however, to bring the loop conditions
(pressure, liquid level, and inlet subcooling) to an exact setting. Table II
indicates the range within which each parameter was controlled for a given

TABLE II. Range of Various Parameters

Data
Table Point Pressure, Inlet Subcooling, Power,
Geometry No. No. psia °F kW
Test Section: Length = 96 in ID = 0.8125 in.
Riser: Length = 48 in. ID = 1.0490 in.
1 v 1-8 199-201 0-3 10-40
9-16 200-202 8-11 15-48
17-25 201-204 18-22 20-59
26-36 598-602 1-3 15-60
37-49 600-603 4 8-10 15-70
50-61 600-603 20-23 25-80
62-70 998-1000 2-3 25-68
71-82 1000-1003 7-9 20-70
83-98 1001-1003 18-20 17-84
99-112 1400-1403 9-12 25-83
113-116 1498-1502 1-2 60-76




TABLE II (Contd.)

Data
Table Point Pressure, Inlet Subcooling, Power,
Geometry No. No. psia °F kW

Test Section: Length = 96 in. ID = 0.3640 in.

Riser: Length = 48 in. IBE=R033125 in.
2 V1 1-6 200-202 0-3 10-23
7-13 200-202 7-10 10-25
14-19 200-202 16-18 12-25
20-28 601-603 0-3 10-30
29-38 601-604 10-11 10-30
39-46 601-603 17-20 12-30
47-54 1001-1003 0-3 10-30
55-63 1001-1003 9-11 10-32
64-72 1002-1003 20-22 12-33
Test Section: Length = 96 in. ID = 0.625 in.
Riser: Length = 48 in. ID = 0.625 in.
3 VII 1-8 201-204 27-29 24-60
9-18 200-203 35-38 30-70
19-30 201-204 43-46 24-80
31-36 602-603 26-30 24-51
37-42 601-603 35-37 39-66
43-50 602-604 45-47 34-70
51-59 1000-1003 45-49 44-85
Test Section: Length = 72 in. ID = 0.625 in.
Riser: Length = 48 in. ID = 0.625 in.
4 VIII 1-11 200-204 19-22 14-50
12-27 200-203 28-31 20-65
28-44 200-204 38-42 20-70
45-53 600-603 29-32 25-70
54-64 599-603 39-42 20-70
65-74 600-603 49-51 29-73
75-81 601-604 61-64 34-70
Test Section: Length = 48 in. ID = 0.625 in.
Riser: Length = 48 in. ID = 0.625 in.
5 IX 1-10 201-203 8-11 10-40
11-19 200-203 17-19 15-42
20-29 202-203 29-31 20-45
30-35 601-603 49-52 35-60
Test Section: Length = 96 in. ID = 0.625 in.
Riser: Length = 60 in. ID = 0.625 in.
6 X 1-12 201-203 24-26 10-43

For each range, the inlet pressure was adjusted to within +4 psi
of the desired pressure by regulating coolant flow through the condenser,
while the inlet subcooling was kept as close to the desired value as possible.
The range of deviations in pressure and inlet subcooling is shown with the
other data in Tables V to X, contained in Appendix C. The liquid level was
maintained within a range of 10-10.5 in. below the condenser. Table II
shows the values of each of the variables of the loop for different sets of
runs.
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The output variables, as well as some of the parameters of the
system, were recorded on an oscillograph as described in the previous
chapter. An error analysis of the variables is presented in Appendix A.
Appendix B shows a sample calculation procedure, and the calculated
values of the readings from the oscillograph charts are tabulated in
Appendix C.

C. Flow Rates at Inlet to Test Section

1. Calculation of Flow Rates

The inlet flow rates were calculated from the readings of a
differential pressure transducer measuring the pressure drop across a
venturi located in the downcomer. A venturi is considered to be a satis-
factory device for measuring steady flow rates, but under oscillatory flow
condition the effects of acceleration and deceleration may become sig-
nificant,?*3® so that the venturi may give erroneous flow rates unless
these effects can be corrected. A mathematical expression for estimating
the flow rates from the data of the pressure drop across the venturi under
oscillatory conditions is obtained below.

Consider a control volume enclosed by a venturi between two
pressure taps. For an incompressible fluid, the one-dimensional momentum
equation may be written, neglecting frictional and body forces and radial
momentum transport, as

du g o P
6—t+u$—-;¥. (4.1)

Integrating this equation with respect to z yields

2 2 2
L d(u?) its 1] oP du
2 e oz Vs b O o ; ot o (.27

where the numerals 1 and 2 signify the cross sections at the high- and
low-pressure taps, respectively. Since

uA = A, (4.3)

Eq. (4.2) becomes

2 2 2
15 2l o _PZ-P,_duZ A,
> 5 a —=lite; (4.4)
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on
o)\&ilme AR du
sl ) s B s e
uz[ (Al o R g
or
AR du
2 = —|l=— _ =2
uj = ,B[p o ], (4.6)
where
A
(o =f (—2) dz, (4.7)
L \A
2
A
B =1 (-A—) (4.8)
u; = Fluid velocity at the venturi throat,
AP = Pressure drop due to velocity head between two taps,
By - Py,
and

p = Fluid density.

A numerical integration of Eq. (4.6) for several cases of flow
oscillations showed that the correction for acceleration effect was negligible
at the peak values of the velocity.

An experimental verification of this calculation was made by
installing a turbine meter (3/4-in. Pottermeter, Potter Aeronautical
Corporation) for measuring flow rates upstream of the test section. A
comparison of the flow rates measured simultaneously with the venturi
and turbine meter showed that under oscillatory flow conditions the maxi-
mum flow rates matched quite well. Figure 4.2 shows typical traces
recorded simultaneously from the two measuring devices.

The most important feature that these tests revealed was the
existence of flow reversal. Cases (A) and (B) of Fig. 4.2 show the existence
of two minima in each oscillation period of the flow traces. In the turbine
meter traces, both minima occur near zero flow, whereas, in the venturi
traces, only one minimum shows zero flow. Under the conditions of flow
reversal, both measuring devices are incapable of showing negative flow.
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The pressure drop due to velocity head in a venturi remains positive be-
cause the flow velocity in the venturi throat (pressure tap 2) is always
greater than the velocity in the connecting pipe (pressure tap 1). In the
turbine meter, the volumetric flow rate is proportional to the rotational
speed of the turbine. The magnetic sensing device that measures these
rotations is not designed to sense the direction of the flow.
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TURBINE -METER

ft/sec
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|

REVERSAL
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POWER: 70 kW

TURBINE -METER

CALCULATED VELOCITY AT TEST SECTION INLET,

TIME, seconds

Fig. 4.2. Flow-rate Traces from Venturi and Turbine Meter

A pitot tube was therefore installed upstream of the test sec-
tion to confirm whether flow reversal existed. The tip of the pitot tube
was faced towards the test-section inlet, so that it would record a pressure
drop in case of flow reversal. A strain-gauge differential-pressure trans-
ducer was connected across the pitot tube,*and the signals were recorded
on the oscillograph. Some typical record traces for two conditions of the
loop are shown in Fig. 4.3. The observations from these tests confirmed
that, as in the interpretation of the venturi and the Pottermeter traces, a
flow reversal existed.
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Fig. 4.3. Flow Reversal as Indicated by Pitot Tube

The following considerations led to the belief that in a given
oscillation period the higher peak was due to flow in the normal direction,
and a shorter bulge (in case of venturi traces) was due to flow reversal:

1. The peak flow rates matched for the venturi and the tur-
bine meter, when calculated on the assumption that the larger peak was
due to direct flow.

2. The profiles of the traces of venturi and turbine meter
signals, when recorded on the same time scale, were similar in the region
of the large peak, whereas it was not so in the remaining part.

3. A calibration of the venturi in the reversed flow direction
gave the following relationship:
0.465
e <A7P> : (4.9)

A similar calibration of venturi in the direction of the normal flow yielded

0:5
u; = 96.5(%) . (4.10)
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In Eqs. (4-9) and (4.10),

u; = Fluid velocity in venturi throat (0.707-in. diam), ft/sec;

AR

Pressure drop due to velocity head, psi;
and

P = Fluid density, lb/cu it.

A flow rate was calculated, by means of Eq. (4.9), for the ven-
turi reading at the maximum of the shorter peak (bulge) in a given period.
This matched the value calculated from the pitot-tube reading under simi-
lar conditions. A similar calculation of flow rate at the other peak value
of the venturi trace yielded a flow rate that was significantly larger in
comparison to the pitot-tube result.

With the above considerations, maximum and minimum flow
velocities at the test-section inlet were calculated for each run from the
venturi readings by means of Eqs. (4.9) and (4.10).

2. Mean Flow Rates

In Fig. 4.4, the mean flow rate is plotted against the power in-
put for various values of pressure and inlet subcooling for test section and
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riser of the largest diameters (0.8125 and 1.0490 in., respectively). These
figures indicate that there is a maximum flow rate for each pressure and
subcooling, the peaks being sharper at lower pressures. The maximum has
a smaller value and occurs at a higher power as the pressure is increased.
Although the variation in flow rate is not large at higher pressures, the
maximum is clearly present. The effect of increased inlet subcooling is to
shift the maxima to higher power and to decrease the maximum flow slightly.
In addition, the increased inlet subcooling broadens the maximum.

Similar trends were observed by other researchers.!!’1%:!7
However, the results shown in Fig. 4.4 are for the loop conditions when
the flow rates were quite steady (very little oscillation or none at all).
In this region, the buoyancy and frictional-pressure-drop effects are promi-
nent. The maximum in each of these plots is indicative of the phenomena
in which the frictional pressure drop overtakes the buoyancy force.

D. Noise-analysis Techniques

The use of correlation techniques has been suggested®”:*® to analyze
the dynamic performance of the boiling-water reactors as well as the out-
of-pile tests. In the experimental investigations at Eindhoven, Spigt, et a_l.“
reported that a plot of rms value of the fluctuations versus power showed
a change in the slope, which, while marked, did not take place at a single
point. Also, this change in slope depended on the loop variables, such as
pressure and inlet subcooling. They obtained the autocorrelation function
and the corresponding power-density spectrum of the pressure-drop signal
at the inlet to the test section. The autocorrelation function [¢(7)] and the
power-density spectrum [®(w)] for a signal f(t) are given by

o(T) = fm f(t) £(t + 7) dt, (4.11)
and
o(w) = Ziﬂfwdw) e 10T g7, (4.12)

Spigt and co-workers obtained the rms values of the fluctuating
part of the recorded signals from the peaks in the power-density curves
and plotted this as a function of heating power. These plots, especially when
the point of inception of oscillations (or instability) is not well-defined, pro-
vide a means of comparing the effects of different parameters of the loop.

A similar plot is given in Fig. 4.5., where the normalized (with re-
spect to the mean value) standard deviations of the inlet flow rate, the pres-
sure drop across venturi, and the pressure drop across the test section are
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plotted against the heat flux. The general characteristics of the oscillations
in each of these three measured quantities are similar in that the slopes
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Fig. 4.5. Normalized Standard Deviation

vs Heat Flux

inlet-flow velocity becomes zero and then negative.

quite sharply defined.

become steep at about the same heat flux.
The inception point of the oscillations is
not sharply defined, however. Greater
than 20% fluctuations in the value of
pressure drop across the venturi were
not obtained in this geometry, because

of the limitations of the heat removal in
the condenser.

E. Oscillation Envelopes

An interesting result of the study
comes from the examination of the en-
velopes of the oscillations. Here the
maximum and minimum flow velocities
and pressure drop across the test sec-
tion are plotted against power. Figure 4.6
shows that the fluctuations are indistin-
guishable until the power is greater than
25 kW for the conditions shown. First a
slow and then a large divergence of maxi-
mum and minimum flow velocities are
evident. At about 30 kW, the minimum
The inception point is
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The sharp rise in the amplitude of oscillation may be attributed to
storage of energy in the channel wall and an associated superheated-
liquid boundary layer. Figure 4.6 shows that the mean flow rate in this
power range appears to have a negative slope, which is most likely due
to increased frictional loss. These large frictional losses and reduced
net flow rates result in an increased choking effect with increased power
as the rate of transport of energy out of the channel becomes less and less,
as compared to the heat input. The energy probably has a threshold point,
which depends upon the nucleation characteristics of the heating surface
over the leading edge of the two-phase region.

Once vaporization of the superheated liquid begins, the stored
energy is suddenly released into the system in the form of an internal
burst of vapor. Depending upon the magnitude of the vapor burst, the inlet
velocity decreases, or even becomes negative. From the sharp peaks in
the flow-reversal trace, shown in Fig. 4.3,. it may be said that this is a
relaxation phenomenon, and the system quickly returns to the normal flow
direction. The excess vapor passes out of the heated section, and the
build-up of a superheated-liquid boundary layer begins again.

This appears to be the most plausible explanation of the self-sustained
oscillations, and the subsequent discussion contains brief repeated remarks
explaining the effect of various parameters on the system behavior in the
light of the suggested flow mechanism.

The behavior of the system with respect to the pressure drop
across the test section (also shown in Fig. 4.6) is similar, except that the
pressure drop does not become negative.

The symmetry of maximum and minimum velocities about the
steady-state conditions in Fig. 4.6 can be explained by the effect of fric-
tional forces on the earlier-described flow mechanism. This explanation
considers the behavior of a manometer when a sudden impulse is applied
at its one end. In a similar way, the liquid in the downcomer, after mini-
mization or reversal of the flow velocity, tries to return with a peak of
equal amplitude relative to the mean flow rate. The two legs of the ma-
nometer inthis case are, however, asymmetric because of the presence of
two-phase mixture in the channel. Depending upon the channel geometry,
there can be large dissipation of energy due to the frictional losses in the
two-phase region, and the maximum flow velocity may be damped. For the
larger-diameter riser and test sections, this effect of frictional damping
is much less marked.

Figure 4.7 is for a longer test section and a higher pressure and
inlet subcooling. In this case, the sharp fluctuations begin at a higher
power (about 45 kW), which is most probably related to the fact that the
system is at a much higher pressure, and thus more stable. In terms of
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the suggested mechanism, the vapor bursts are smaller at higher pressure,

because of the increased vapor density and the smaller liquid superheat

that can be sustained.
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Fig. 4.7. Some Flow-oscillation Envelopes at 1000 psia for
Inlet Subcooling of 0-3°F

The envelope of the oscillation in this case shows a tendency to
become bounded towards the end. At the same time, the frequency in-

creases from 0.40 to 0.50 cps.

This indicates that the stored energy

threshold for a vapor burst tends to level off with increased heat flux.

Figure 4.8 (smaller-diameter test section and riser and longer
test section) indicates that the maximum and minimum flow velocities are
distinguishably different at 10 kW. One noticeable difference is that there
is a lack of symmetry in the maximum and minimum in that the maximum
does not change as much as the minimum does.
system is behaving like a highly damped asymmetric manometer because
the flow area of the test section and riser is reduced by a factor of three.
The buoyancy forces which, in general, should contribute to the maximum
flow rate are nullified by the increased frictional forces, as explained

earlier.

Probably, in this case, the
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Fig. 4.8. Some Flow-oscillation Envelopes at 600 psia
for Inlet Subcooling of 49-51°F

The peak velocities in this case are much larger than would be ex-
pected for steady-state flow in the system. Both 9 ft/sec and a negative
12 ft/sec are large for a natural-circulation system, indicating sizable
pressure surges.

Similar examination of the pressure drop across the test section
shows a comparable asymmetry, but the curves are not similar. It is
evident that the two plots in this figure (the inlet flow velocities and the
pressure drops across the test section) are not closely correlated. The
pressure drop across the test section is indicative of the difference be-
tween local pressures at the inlet and the exit of the test section. After
the inception of self-sustained oscillations, the pressure wave travels in
both directions from within the test section by the earlier-described
mechanism. Under such conditions, the pressure drop is not likely to
have any direct correlation with the flow rate. This also explains the
nonmonotonic character of the envelope of the oscillation of the pressure
drop across the test section.
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A case in which there is no flow reversal is shown in Fig. 4.9. Here
a definite hump occurs in the maximum and minimum flow velocities, simi-
lar to the observation of the STL group,14 one of their plots being shown
in Fig. 2.2. The amplitude of the oscillations increases sharply after this
hump at about 45 kW. This is the case of a larger-diameter test section in
which the heat removal in the condenser was a limiting factor. This plot
is on a much enlarged scale as compared to Figs. 4.6, 4.7, and 4.8, and a
close observation would indicate a trend similar to that shown in Fig. 4.6
or 4.7 with a few minor exceptions. It would be interesting to determine
whether a flow-reversal condition could exist in such a large-diameter
(0.8125-in.) test section before burnout. From the trend of the minimum
flow velocity, a crude extrapolation would indicate a flow reversal at about
75 kW. The envelope of the pressure drop across the test section shows a
comparable behavior to that of the inlet flow velocity.
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Fig. 4.9. Some Flow-oscillation Envelopes at 200 psia
for Inlet Subcooling of 18-22°F

F. Effects of Various Parameters

Since the behavior of the oscillations was harmonic, the effort of
obtaining the results in statistical terms (see Section IV-D) was eliminated,
and peak-to-peak amplitudes were plotted. In the following discussion, the
effects of various parameters of the system are analyzed. All the ampli-
tudes are peak-to-peak values.
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1. Inlet Subcooling

In each case, the effect on the amplitudes of four variables with
respect to power is observed. These variables are the inlet flow velocity,
wall temperature, pressure drop across the test section, and normalized
pressure drop across the test section [(AP.,ax - APmin)/APmeanl-

Figure 4.10 provides the above-described set of plots at
1000 psia. The effect of subcooling is not significant up to about 28 kW,
after which a sharp change leading to burnout takes place. Thus, from the
wall-temperature point of view, this system can be safely operated up to
about 28 kW if the effects of the oscillation of the other variables can be
compensated or removed. The plots of inlet flow velocity and pressure
drops already show fluctuations at less than 15 kW. The amplitude of inlet
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flow velocity is insensitive to the inlet subcooling up to about 20 kW, after
which the amplitudes of the inlet flow velocities are larger, for small sub-
cooling. Significantly, the inception point is not defined sharply.

The insensitivity to inlet subcooling, as compared to the re-
sults of Levy and Beckjord® and Becker et al. 15 at the same pressure
(1000 psia), may be, in part, due to the smaller test section and riser
flow area in the present work. In effect, this corresponds to a downstream
constriction, which has been shown tohave a destabilizing effect, and which
may nearly obscure the effect of inlet subcooling. These investigations
reported only the 10% inception point for oscillations, which could not be
measured in the present geometry because of excessive heat losses at low
powers.

Neal and Zivi?’ made an interesting point concerning the phase
lag introduced by the wall-heat capacity of the test section in the flow-to-
void transfer function. This transport delay is probably the reason for the
large differences in different experimental observations with respect to the
effect of inlet subcooling. For the above-mentioned case (Fig. 4.10), the
thickness of the test section was 0.088 in., and thus the test section had
significant wall-heat capacity.

The plot of the amplitude of the pressure drop across test
section versus power has a hump and a dip for each subcooling. The data
in Table VI indicate that each maximum pressure drop goes through a
peak at the point where the reverse flow begins. This is consistent with
the idea that the flow reversal results from the formation of bursts of
vapor within the test section. As a result, the pressure drop at first
decreases and then starts rising sharply with further increase in power
due to a sharp drop in the minimum value of the pressure drop. No par-
ticular pattern is seen in the pressure drop with respect to the effect of
inlet subcooling. The normalized curves show similar trends, since the
average value of the pressure drop remains quite steady with increase in
power.

In another set of plots, as shown in Fig. 4.11 the pressure is
600 psia while the test section and riser diameter is larger (0.625 in.).
The range of inlet subcooling considered in this case is higher. One still
cannot see clear trends as to the effect of inlet subcooling, but there are
some notable differences from the previous case. The onset of stability is
steeper in the case of wall temperature as well as inlet flow velocity.
Another important change is the absence of a hump and a dip in the plot of
the pressure drop. This is probably because the damping effect is much
less in this test section because of its larger diameter. Thus a change in
the direction of flow results in a sharp reduction in the slope of the ampli-
tude of the pressure drop, but it does not change sign.
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The effect of inlet subcooling on the inception of oscillation is
similar to the observations in other experiments.?!!"!>!" The system is
most stable at the lowest subcooling, and an increase in subcooling results
in a lower inception point. At the highest subcooling, however, the trend
is reversed. This change in trend is probably because, at such a high
subcooling (60°F), a significant fraction of the power is absorbed in bring-
ing the fluid to the bulk boiling point. This decreases the exit quality, the

overall effect being equivalent to a reduction in power at lower subcooling.

This is consistent with the observation of Becker et al.'® and Gouse and

Andrysiak.” e
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Figure 4.12 considers the effect of inlet subcooling for a
different test-section length at 200 psia. The amplitudes of the flow
velocities, wall temperature, and pressure drop across the test section
are markedly lower for lower subcooling. Qualitatively, these flows for
lower subcoolings are more stable, in agreement with other tests at

Argonne National Laboratory1 and also at various other laboratories.8:11:15:17
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This clear trend as to the effect of inlet subcooling at this
pressure might be due to an increase in the nucleation effect at lower
pressures. An increase in inlet subcooling lengthens the subcooled boiling
region, and hence increases the volume of the vapor bursts. At higher
pressures, the nucleation effects are much less marked.



2. Pressure

The effect of pressure is examined in Figs. 4.13 and 4.14. For
each variable, the inception of oscillations takes place at higher powers
with increased pressure, while the amplitude is smaller for higher pres-
sures at a given power level. A comparison of these curves with Figs. 4.10
to 4.12 shows that pressure has a stronger effect than inlet subcooling. The
results from ANL,! Eindhoven,!' and Sweden!® show a similar qualitative
trend. A physical explanation of this might be that the superheat needed for
nucleation is less, and the vapor density is greater at higher pressure.
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Fig. 4.14. Effect of Pressure for Inlet Subcooling of 43-49°F

Figure 4.13 is the case of small-diameter (0.364-in.) test sec-
tion and riser and approximately zero subcooling. The slope of the ampli-
tude of the wall temperature becomes steep before that of the inlet flow
rate, the slope being least steep at the highest pressure. Also, the ampli-
tude of the inlet flow rate becomes bounded at increased pressure. This
probably indicates a slowing down in increase in pressure surge with in-
crease in power for fully-developed flow. The humps and dips in the
pressure-drop curves seem to be characteristic of the test section and
riser geometry, as this trend is seen at all pressures. The temporary
decrease in pressure drop is associated with the commencement of flow
reversal. This is seen from the oscillation envelope plotted in Fig. 4.8.



Figure 4.14 shows the effect of pressure for a larger-diameter
(0.625-in.) test section and large-inlet subcooling. The wall temperature
is relatively stable as compared to the other two variables. The system
shows a sharper inception of flow oscillation. The power at which this
occurs is approximately three times as large at 1000 psia, and twice as
large at 600 psia, than at 200 psia. In the previous case, this change was
not as well-defined, nor was the contrast as well-marked. The difference
in the two cases appears to be due to the smaller frictional pressure drop
in the larger-diameter test section. A hump and a dip in the pressure-
drop curve occur only at 200 psia in this case.

3. Test-section Length

The effect of test-section length is investigated in Figs. 4.15
and 4.16 at pressures of 600 and 200 psia, respectively. In both cases, the
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Fig. 4.16. Effect of Test-section Length at 200 psia

inception point of the wall-temperature oscillations is quite sharply de-
fined, and corresponds to the least power for the shortest test section.
The inlet flow velocity exhibits, on the other hand, the opposite behavior at
600 psia, the shortest test section being most stable. At 200 psia, the effect
of test-section length on the inlet-velocity oscillation point appears to be
negligible. These widely-differing trends for two of the common variables
used to measure dynamic loop stability illustrate the complexity of the
problem. In this case, however, the differing responses may be attributed
to the change in heat flux at a given power as the test-section length is
varied. The pressure drop exhibits a similar behavior to that of the inlet
velocity, the inception point being nearly the same at 200 psia, and greatest



for the shortest test section at 600 psia. At both pressures, the longer
test sections appear to be less stable, presumably because of the increased
downstream frictional effect, which has a destabilizing influence. In addi-
tion, the longer two-phase region corresponds to a softer spring, and hence
results in a greater amplitude in response to a given vapor burst.

4. Riser Length

The effect of riser length on flow characteristics of the loop is
important since this determines the pumping effect of the density difference
generated in the boiling process. This effect is examined in Fig. 4.17. Here,
the pressure is maintained at 200 psia and the inlet subcooling at 24-29°F.
The comparison is limited to riser lengths of 48 and 60 in.
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The oscillations in the inlet flow velocities are larger for the
longer riser. As explained earlier by an analogy to a spring, this effect is
most likely due to additional compressible volume. The oscillations in the
pressure drop across the test section are larger for the longer riser at
lower power and show a pronounced hump. At higher powers, the two
risers seem to show approximately the same pressure drops.

5. Test-section and Riser Diameters

Test-section and riser diameters appear to be the most significant
variable. In Fig. 4.18 the pressure is held constant at 600 psia and the in-
let subcooling approximately near 20°F. In Fig.4.19,the pressure is
maintained at 200 psia, inlet subcooling again being near 20°F. In both
cases, the test-section and riser lengths are held constant, and the diameters
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of the test section and riser are varied together. There is no sharp change
in the diameter of the riser as compared to that of the test section. The
effect of these diameters is compared on a power and heat flux basis in

an attempt to isolate the significant variables. In all cases, the largest-
diameter combination showed a negligible fluctuation, whereas the smallest
one showed greatest fluctuations. Neither method of plotting (i.e., against
power or heat flux) collapsed the curves onto one another.

The amplitude of flow velocities can be as much as 30 ft/sec
at 600 psia and 60 ft/sec at 200 psia for the smallest-diameter combination,
whereas the flow oscillations in the largest combination are negligible. In
both cases, a hump and a dip may be noted in the curves of the pressure-
drop amplitudes for the smallest diameters, whereas in the in-between
combination, a negligible effect is seen only at 200 psia. This type of
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behavior in the pressure drop across test section was discussed in earlier
sections, and a reference is made to Figs. 4.8, 4.10 and 4.14.

In the literature, a direct effect of test-section and riser
diameters did not seem to have been studied. Some conclusions can be
drawn, however, from the experimentally-observed effects of restrictions
in the two-phase region. This, in effect, amounts to increasing the fric-
tional pressure drop. Several studies are available!’®!® in which similar
qualitative effects of restrictions were observed. The experiments con-
ducted by Becker et a_l.15 showed that the stability limit decreased sharply
with outlet throttling. In the present study, the test section and riser of
smaller diameters can be compared to a case of restricted flow path in a
larger-diameter test section and riser. In that sense, the qualitative ef-
fects observed in two cases are similar.

The most obvious reason for this behavior of the system seems
to be the frictional force. Since friction is dissipative, it should ordinarily
dampen the system oscillations. Such dampening does occur when a re-
striction is placed in the single-phase region of the loop, which results in
a stabilizing effect. A narrower flow path in the two-phase region tends to
block off the effect of an internal vapor burst, with the result that the inlet
flow rate is more strongly affected. Neal and Zivi?’ have discussed the
effect of an exit restriction from a somewhat different viewpoint: "In the
two-phase region the frictional pressure drop responds not only to an in-
crement of flow but also to a change of void fraction (since the two-phase
friction factor depends on void fraction). Hence, two-phase friction is not
the simple damping factor that ordinary friction is because it affects the
gain of the feedback interaction between flow and void."

G. General Observations

1. In the present study, the variables of the system showed self-
sustained bounded oscillations in certain power ranges, depending on the
operating conditions. It is belived that a complete mathematical formulation
should not only predict the oscillation thresholds, but should also predict
correctly the basic features of the data. With this point of view, the data
presented in Appendix C provide adequate information as to the amplitude
and frequency of the important variables such as inlet flow rates, pressure
drops across the test section, and wall temperature for a wide range of
parameters.

2. The fluctuations in wall temperature, as shown in Fig. 4.20 and
by the data in Appendix C, indicate that a correct mathematical formulation
should take wall-heat capacity into consideration. This seems to be an
important factor in the behavior of the boiling systems, particularly under
oscillatory conditions. For the case shown, the high-frequency peak-to-
peak fluctuations in the wall temperature are roughly equivalent to a 4-kW
change in the 55.2-kW steady power. This estimation is probably low, since
the thermocouple was insulated from the outside wall by a thin mica sheet.
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Fig. 4.20. Trace of Wall-temperature Oscillations

3. For given conditions, an increase in power level brings two
important changes in system behavior. The first change occurs when, at
a certain power level, the behavior of the system changes from an apparent
stationary condition to one with clearly oscillatory characteristics. With
further increase in power, the rate of increase in the amplitude of these
oscillations is at first slow, and then is followed by a second change when
the magnitude of these oscillations quite rapidly increases with increase in
power. For engineering convenience, this point of sharp rise in amplitude
can be taken as the threshold of instability. However, this is not an insta-
bility in the mathematical sense. It will be appropriate to indicate that, in
spite of the oscillatory behavior, such conditions could permit a safe and
useful operation of the equipment. A common example of the system in
which fluctuations are very large compared to the mean value is that of
fluid flow in a coffee percolator. This example should emphasize the fact
that no arbitrary criterion of instability that will be suitable to all systems
can be chosen.

4. Figure 4.2]1 shows some typical traces of the pressure drop
across the venturi. With an increase in power, the amplitude of the oscilla-

tion of the venturi pressure drop, and hence the flow rate, increases sharply.

5.



In Section IV-C, it was shown that the smaller peaks (bulges) in a given
oscillation trace were due to flow reversal. The high-frequency noise in
this region of flow reversal is attributed to excitation of the transducer
and the liquid lines at their natural frequency. Noise at this frequency was
also noted during the calibration of the venturi under reversed-flow con-

ditions at substantially atmospheric pressure with cold fluid.
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Figure 4.22 shows the traces of pressure drop across the test
section. In this case, with an increase in power, the amplitude of oscilla-
tion does not change as sharply as in the case of the venturi pressure drop,
but the nature of the oscillations changes markedly. At low power, the
maximum peak is well-defined, but with increasing power, the minimum
peak also becomes sharp and well-defined.

L,n D, in
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Fig. 4.22. Traces of Pressure Drop across Test Section

5. From the oscillations in the present experiment it is observed
that these are "almost-periodic oscillations." (See Appendix D.) Such os-
cillations have been previously reported,l’lﬁ but the presence of almost-
periodic characteristics with appreciable harmonics and subharmonics
have never been stressed. It may be noted, however, from Figs. 4.20 and
4.21 that the amplitude of oscillations is continuously varying for each case
and that it remains within certain bounds for a given case. The period is
also varying but to a lesser extent. All of these point to an almost-periodic
characteristic of the system oscillations.
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6. The frequencies of oscillation in each case are presented in
Tables VI to X. For the largest test geometry, this information is not
presented because oscillations in the power range shown are not well-
defined. For other geometries, the frequency of oscillation definitely
appears to be a function of power, an increase in power, in general, re-
sulting in an increase in oscillation frequency. The range of frequency
observed was 0.24 to 0.76 cps.

Pressure seems to have no effect on the oscillation frequency
in the case of the smallest test geometry (0.364-in.-diam test section).
In the geometries with 0.625-in.-diam test section, the frequency of
oscillation decreases with increased pressure at a given power. In the
former case, the destabilizing effect of the exit choke seems to prevail,
and the oscillation frequency is determined by the transit time of vapor
through the choke region. In the latter case, however, the mean void
fraction decreases, and hence the mass of liquid in the loop increases,
at a given power with pressure, and hence the oscillation frequency
decreases.



V. THEORETICAL CONSIDERATIONS
A. General

Studies of physical systems having oscillations and of the mathe-
matical descriptions representing these systems have yielded analytical
techniques for the study of the properties of the systems described. Many
of these consist of linearized analyses; others represent solution of the
nonlinear equations of the system. A general purpose of these analyses
has been to predict the point of inception of instability. A brief discussion
of the term instability follows.

The concept of stability is one of those, like dimension, of general
philosophical interest and has been used in various branches of science
and engineering. Accordingly, there are many and varied definitions of
the term. Often these are concerned with the behavior of the system near
an equilibrium point, which may be stationary or oscillatory. In the
stationary-equilibrium condition, the variables of the system remain con-
stant with respect to time; in the oscillatory state, the variables undergo
a continuous change, which may be periodic or almost periodic. The latter
type of equilibrium can be described by limit cycles in a phase plane.?? A
limit cycle is a closed trajectory having the property that all other trajec-
tories are not closed and approach the limit cycle either for t > © (stable
limit cycle) or for t > - (unstable limit cycle). The theorem of Poincar&™®
shows that a stable limit cycle requires the presence of an unstable singular
point inside it, and conversely a stable singular point signifies the absence
of a limit cycle. It is, in general, difficult to establish a limit cycle analyt-
ically. The method of contact curves due to Poincaré is sometimes helpful
in locating limit cycles.

Other definitions consider stability in the large. In a nonlinear
system, all the trajectories may not end in a given singular point. Such a
system, when displaced to a point lying on a trajectory not ending in the
equilibrium point, does not return to the original trajectory. Certain limits
are then necessary on the perturbation for the system to return to a given
trajectory. The linearization technique does not show these limits, but
only tests the system stability in the small.

In general, physical systems can be represented by means of a set
of nonlinear partial differential equations and their boundary conditions.
The technique of linearization is a convenient method for studying the ef-
fect of a small perturbation to such a system at equilibrium. For the
analysis, the coefficients of the linearized differential equations are formed
into a matrix. The eigenvectors of this matrix define the directions along
which the trajectories may approach the singular point; the eigenvalues
give information as to the stable or unstable behavior of the singular point.
It is stable when the real parts of these eigenvalues are negative; a positive

61



62

real part in one of the eigenvalues means an unstable condition. The
contribution of the higher-order terms in the system equations becomes
important when the real part is zero. In such a case, the linearized
technique becomes unsatisfactory.

Alternately, transfer-function analysis45 may provide a satisfactory
technique of predicting the stability in the small. An analysis based on
this technique due to Jones®® was used to make predictions of instability in
this study. A detailed discussion is presented in the next chapter.

An important analytical contribution to the study of the stability of
a singular point in the large is due to Liapounov, as stated in his second
method.?? The first method, applicable only to some analytical systems,
consisted of finding explicit power-series solutions, convergent near the
singular point, and deducing the stability in the small from the behavior
of these series. In contrast to this, the second method requires no explicit
solutions, and can be used to determine stability in the large. The method
allows for functions with discontinuities, but it provides no information as
to the actual behavior of the solutions. The great merit of Liapounov's
work is to have given these precise definitions and then to have introduced
certain functional properties guaranteeing stability, and whose behavior
has now been proved to constitute necessary and sufficient conditions. The
main difficulty in using this method lies in finding a suitable family of
the Liapounov functions for the given system.

Logical extension of these concepts indicates that a linearized solu-
tion is satisfactory only before the inception of oscillations in the physical
system. Beyond this point, linearized analysis should predict instability.
To provide additional understanding, the nonlinear terms cannot be ne-
glected, and the equations require consideration of stability in the large.
As previously mentioned, the second method of Liapounov is theoretically
satisfactory but construction of an appropriate Liapounov function for this
system presents great difficulties. With high-speed digital computers,
however, it is possible to solve the nonlinear equations numerically for
extended values of time. If the system is correctly formulated mathe-
matically, this analysis should lead to limit cycles for the reasons given
in Chapter IV. An impulse can be then induced such that the resulting
trajectory lies outside the limit cycle. If the trajectory then approaches
the limit cycle with increase in time, the system is orbitally stable; that
is, it follows the path of the limit cycle.

A solution® consisting of numerical integration of the nonlinear
differential equations is provided in Chapter VII.



B. Mathematical Formulation

Two analyses, one linear and the other nonlinear, are given in the
next two chapters. Some common features of the two analyses are de-
scribed here.

1. Assumptions

a. One-dimensional spatial dependency of the variables is
considered. It is assumed that the fluid over any cross section of the
channel is homogeneous, though the liquid and vapor phases in the boiling
region may be moving at different velocities.

b. The contribution of kinetic and potential energy terms is
considered to be negligible as compared to the enthalpy terms.

c. The empirical correlations for two-phase slip ratio, as
well as for two-phase frictional pressure gradient based on the experimental
data, may be used in dynamic analyses.

d. The pressure drop along the test section is assumed to be
small. Thus, variations in the physical properties of fluid (density, vis-

cosity, specific heat) are considered to be negligible.

2. Conservation Equations

Consider a fixed control volume of differential length, dz. The
laws of conservation of mass, momentum, and energy may then be expressed
for a vertical test section as follows (all terms are defined in the Nomen-
clature, and the bar denotes averaged properties with respect to the cross-
sectional area at a given axial position):

Mass
3P, dpu _ s
il aa 0. (5.1)
Momentum
du  po? _ dp - OPf 7y
e R i
Energy
9PE | oPuH _ Q' (5.3)
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Equation (5.1) signifies that the rate of change of mass is equal
to net change in mass of the volume element A_dz, where A_ is the cross-
sectional area of the channel. The next equation implies that the sum of
the rate of change of momentum and the net change in the momentum of the
control volume is equal to the sum of the forces working on it. The terms
to the right are the contributions due to pressure, gravitational, and fric-
tional forces, respectively. Similarly, the law of conservation of energy,
as represented by Eq. (5.3), states that the sum of the rate of change of
energy of the fluid in the control volume and the net change in its energy
is equal to the heat added to it. In a two-phase flow region, the averaged
quantities are defined as

P = pyll-a) +pa, {54}
pu = plul(l -a) + Pglghs (5.5)
2t 2 2
pu® = pﬂuﬂ(l-a)+pguga, (5.6]
PE = pﬂEE(l-cx)+nggcx, (5.7)
and
puH = pluﬁHl(l -a) + pgugHga_ (5.8)
3. Empirical Correlations

In the two-phase flow region, there are five unknowns repre-
sented by the above three equations of conservation, These are the gas
and liquid velocities, void fraction, pressure, and the frictional force. Thus,
two more equations are necessary for a mathematical solution,

The analyses considered in this study use empirical or semi-
empirical correlations for the two-phase friction term and for the slip
ratio between the gas and liquid velocities (ug/uz). These, being different
in the two cases, are given with the descriptions .of the analyses.



VI. LINEAR ANALYSIS

As discussed in the previous chapter, there may be several view-
points in the dynamic analysis of a system and thereby in the prediction of
the system stability. Design of some boiling systems requires that flow
oscillations of negligible magnitude be present at the maximum heat input.
An example of such a system is the boiling-water (nuclear) reactor. If a
linear analysis can predict the oscillation thresholds of such systems, the
design purpose is served and the more elaborate, nonlinear model becomes
unnecessary. Jones?® made a linear analysis in the frequency domain, the
predictions from which checked quite well with other experimental data.?6:%"
The important steps in the derivation of this model are briefly presented
here for completeness.

The basic approach to the problem is to obtain a set of linearized
differential equations from which an open-loop system-transfer function is
derived. System stability is then examined by means of the Nyquist crite-
rion.*®> The basic equations are those of conservation of mass, momentum,
and energy in the bulk-boiling and subcooled regions of the test section.
Boundary conditions are stated at the interface between the two regions, and
at the test-section inlet and exit.

A. Bulk-boiling Region

The variables in the conservation equations for mass, momentum,
and energy shown in Eqgs. (5.1) to (5.3) are written in dimensionless form.
The equations are then linearized, and the Laplace transform is taken.

1. Conservation of Mass

In the bulk-boiling region, Eq. (5.1) may be expressed as

) Lot 6.1
'é_E[pz(l_a)+pga]+Ac — = 0, (6.1)
or
—i % = éy-*, (6.2)
Py ot in Jz
or

da _ lin 3W* (6.3)
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where
n = (1-p,/py),
T = e = ¥ o 8 Ll el (6.4)
Win pﬂ
and
il u_g
Yg

which is the slip ratio between the gas and liquid velocities.

The variable-density single-fluid model derived by Bankoff?*
was used for the slip ratio in this analysis with some modifications, as
shown below. Bankoff assumed that the gas and liquid have the same
velocity at any radial position, and that the average velocity of the gaseous
phase is greater than that of the liquid phase, only because the gas is con-
centrated in the regions of higher velocity. He then assumed a power-law
distribution for both the velocity and the void fraction and obtained a
mathematical expression by integrating over the tube cross section. Thus,
his original equation for the slip ratio can be written as

s:K-a’ (6.5)

where K is the flow parameter dependent upon the constants of the power-
law-profile relations. The following empirical relation for K as a func-
tion of pressure was recommended by Bankoff:

K = 0.71 + 0.0001P,

where P is the pressure, in psia. Jones modified this correlation to

0.29 )
= + [ ——
K O] (0.32062 0.0001P, (6.6)
so that K = 1 at the critical pressure of steam-water. Furthermore, the

singularity in Eq. (6.5) at & = K was eliminated by adding a term to the
denominator:

S = , (6.7)



where values of r were determined by Jones and Dight*® by using Eq. (6.7)
to satisfy the boundary conditions: x = Oata = 0,andx = lata = 1,
The following polynomial in pressure was found to be satisfactory:

P P\
e 40, T L
r sl 0] 18(1000) -t 0.46(1000) ; (6.8)
2. Conservation of Momentum

Equation (5.2) may be rewritten as

(B L w1 3(Wu) i
dz gAC ot ¥ gAC dz e [p’e Vam a] : dz ’ (6.9)
or
2
1 3P  Yin dW* Yin 3(BW*?) 1 oFg
s e e L SO L = e
= 2 - = 3 + (1 na)+pﬂ By (6.10)
where

2
e 1 - a(l-pg/pyS?) (6.11)

[1- a(l-pg/pzS)]z’

an/az, the frictional pressure gradient for single-phase turbulent flow,
may be given by

OP; _fpgut  gw? 512
dz g, g ga i
8Pypdchc

single-phase

A corresponding term for two-phase flow is obtained by using
a modification of the Martinelli-Nelson correlation,? yielding

) 2
2 SR Y Y (6.13)
oz two-phase ngﬁ,chc

The parameters ¢)2 and ) are correction factors to the
single-phase relationship. The parameter @° is a function of the steam
quality and static pressure and is expressed in a polynomial form as
follows:
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4
In S = Z a)[1n(100X +1)], (6.14)
k=1
where
7 ) J
3 = Z ij(looo) ’ (6.55¢
j=0

P is static pressure in psia, and X is the steam quality. The coefficients
ij are given in Reference 40.

In the dimensionless form, Eq. (6.13) may be expressed as

OP foufnpl (2-a;)
—_ = —= W* 2/ 920 6.16
3 e % Q, ( )

two-phase

where the friction factor, f, may be analytically expressed by a function of
the form

e
wd

f = a,( AC) : (6.17)
T

and f; is the friction factor associated with the steady-state mass flow
rate of the subcooled liquid.

Inserting Eq. (6.16) into Eq. (6.12) gives

2 2
1 3P _ Yin dW* _ Yin J(BW*?) f9in _  (2-23)
e e = e — t— =" + (1 -Ta) + ——= w*\?T32) 420
Py Oz g ot g Jz -9 2gd b ot
(6.18a)
Substituting
o AL el
Pyl
Win
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and
2
F fouin
* ngc, (6.18Db)
into Eq. (6.18a) yields
OP* JW* d(BWH?) (2-ap)
Lo 5o TS twan S5 (e rrwe) g
(6.19)

Conservation of Energy

3°
Equation (5.3) for the bulk-boiling region may be stated as
i[pE(l—a)%»pEa]+i[puH(l—a)+puHa]:3‘ (6.20)
o o d g g dz A ALL geg g o 3
Now
= Pvy
0= Hl& T (6.21)
and
Pv
g
E =H -— 6,22
g g J ( )
The term Pvﬂ/J is negligible in comparison with H); however,
the term Pvg/J is not negligible. Further,
(6.23)

Hg = Hl +Hfg'

Thus, Eq. (6.20) becomes
d d : ivg)
Hﬂ{‘é;[pl(l -a) + pga]}+ gl’-pgoc(Hfg T ]

d 3 T
i Hg{g [p[’uz(l -a)+ pguga]} £ et [pgunggoe] sira,
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The law of conservation of mass simplifies the above equation to give

da d(aug) o
pgHig(1 - €) 5t Petlig N (6.25)
where
i (6.26)
€ JHfg'

Substitution of Eq. (6.3) into Eq. (6.25) yields

-8 %, owe | dasur) _ QR"

u, = ! (6.27)
n oz S Y Z Acngfg
Equation (6.4) gives
TRTASE . R
1 - a(l-Spg/p;)
Thus, Eq. (6.27) becomes
ule)
9o 1_€+—_770~SS w* =-——W[’H° i)
dz 1-afl- Pg/PE) in'fgPg
or
) * nQ, *1
— (VW = — T 6.28)
S TET WiaHig (
where
vz l=g + Je8 (6.29)

I~ adl —Spg/pz W

4. Energy Balance on the Wall

The energy balance on a differential length of the wall may be
written as :

oT
Q = Q' +(p,ACy) 3 (6.30)



Equation (6.30) states that the heat input is equal to the sum of

the heat transferred to the fluid and the heat stored in the test section wall.
Thus,

@R = hbp (Tw-Tsat). (6.31)

The Jens-Lottes correlation®® was used to obtain the tempera-
ture difference:

T, - i 60(q/106)1/4 e'P/9°°, (6:32)

In the above equation, q is the heat flux in Btu/hr-ftz, P is the
pressure in psia, and the temperatures are in degrees Fahrenheit. It is
assumed that at a given axial position the wall temperature is uniform over
the cross section.

5. Linearization and Laplace Transform

The final equations of continuity, momentum, and energy were
obtained by linearization and the Laplace transformation of Egs. (6.3),
(6.19), (6.28), and (6.30). In these equations, the notations represent the
following:

0 represents the first-order perturbation in the variable;

a bar represents the Laplace transform of the variable;

subscript ! denotes a variable in the inlet end of a node;

subscript z denotes a variable at the outlet end of a node;

subscript a denotes the average value of a perturbed vari-
able within a node. Thus, Eq. (6.3) yields

L G e (6.33)
a a 1
Equation (6.19) becomes
ok| - prmge ' BT == = = =
6F%| - 6FF| = (s7]4Cy) oW |a - Cyp 6WF| + Cy0T | C166a|1,
(6.34)
and Eq. (6.28), along with Eqgs. (6.30) to (6.32), gives
e s - - Co T
sW*| = C,6W*| +C,6a| - Cioal + 5%, (6.35)
a 1 1 o )l - S'rfb
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where

Biioy =

Cy

C,

Cs

Cy

Cs

Cq

Cg

Cy

PwAwCw

hpoPc

TIAZ E uinAz'

i gL, g

nbzQ, Yoz = Yo

2vg,(1-17) HeeWin T 2V,

4u. TlBoz

in

(o

4u; T Boa

»

The coefficients in Eqgs. (6.33) to (6.35) are defined as

(6.36)



SR ARG 2 y dQ
1, S 6L (862~ 961 |(2-2,) Qp + awr o:leba’
v e BRET S SIS TS BER 3¢
e Lc 3 oda 3 da 6 ggc—
01 02 02

FAZQO a¢2
& = —_— | —
RN,

Cy3 = G5 + Cy,
C— =G G, C
Cis = Cg + Cyy,

and

Cie = Cg + Cy;.

B. Boiling Boundary

The temperature of the subcooled fluid is assumed to be uniform
over any channel cross section. An energy balance is written on the fluid at
the boiling-boundary position z;, if it is assumed that water (either super-
heated or subcooled) approaches it, and a saturated water-steam mixture

leaves it:

HZI = leHg + (1 'le) HE = leHfg + H[,'
Therefore,

H H!,
X = .
z1 Hfg
and
1
6X Sl

3 Hfg E1

1 ()15
ATy :
g in

(6.37)

(6.38)
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The perturbation in the steam-quality may be expanded as

follows:
6Wg 21 6(ngLSuz)Zl
<‘)XZl = =7 =
sc Pglsc
(S(SLI[) (SUZ)
L P_g o, z1 | . z1lo éaz] y (6.39)
u
pg 0 sc sc
But
a =0,
]
0
and
<u[/)zl =
0
Therefore, Eq. (6.39) becomes
bXpy = (1-m) S| da,,. (6.40)

0

Eliminating 6X,, between Eqgs. (6.38) and (6.40) gives

6sz
éaZl = Cyq AT, (6.41)
where
CpATin
S E D) s
fg( ¥ n) szl

0

Continuity at the boiling boundary requires that

oW¥ = W ; (6.42)

sSC zl’

Equations (6.41) and (6.42) are the required coupling equations
between the subcooled and boiling regions of the test section. The temperature
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perturbation 8T,;, and mass-flow-rate perturbation (‘)W;l are obtained by

examination of the subcooled region.

C. Subcooled Region

1. Conservation of Momentum

Equation (5.2) may be rewritten as

d(Wu,)
. apsc s el aw'sc+_1 uzlsc_k/O +_aif_
B o B E AnB B o De BE
TSR OV i ] L
C gAc | ot Ac 3z \Psc sc '3

similar to Eq. (6.16),

B
aPf fouinpg( % )z-a2
oz ngc Psc =€

or

Y gL ot BEEER B NPl Thc
Fp =
& L : (W:c)z i
CpSC

Integrating over the subcooled region from the inlet to the boiling

yields

scC

(6.43)

(6.44)

(6.45)

(6.46)

boundary
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2z
1 F * )z—az ( pl’,)d (6.47)
+|—+— (W Z. :
ILE Bl S A el

In the above equation, subscripts "in" and "z1" denote the
values at the test-section inlet and at the boiling boundary, respectively.
If it is assumed that pg. is only space-dependent, Eq. (6.47), after
Laplace transformation, becomes

* * in”1 *
6P1n o 6PZ! = E séWsc
2u? P K _F(2-2a;) 2
+[J ( WP e R Wee (6.48)
glec Pin L¢
where
Z
1
P
K. = 4 Sk dz,
P 4 Psc
0
or, assuming a linear variation,
L >y /pin
g el e L 6.4
K, 3 . (6.49)
Thus, if
Coig = L )
Zu P KoF(2 - a,)
in ( _ ,@)+ P az) zy
gLlc Pin L¢
and
S
T;. =5 C "
15 18 gL,



then Eq. (6.48) may be rewritten as

—_— = X
* Clg(épfn y l'S’le)

Wge = (6.50)
il ST,
2. Energy Balance

The subcooled region is divided into nonboiling and sub-
cooled boiling regions. The boundary between these two regions is de-
termined by using the Jens-Lottes equation (Eq. 6.32). Thus, the
dividing line may be located by the use of

Vs
SO SR, S eo(ié) . (6.51)
10

where hpy is the heat-transfer coefficient in the nonboiling region,
calculated from the Dittus-Boelter equation:

By = K (Re)®! (Pr)?, (6.52)
where K;, g, and g, are constants.

The heat-transfer coefficient in the subcooled boiling region
is obtained from the Jens-Lottes correlation:

6 3/4
h =llo?ep/9°0(q/106) : (6.53)

sC

The energy balance in the subcooled region may be written as

3 pP(WscCpT) _ (6.54)
g{ (pSCACCPT) i T =) ’ .
or
= oT -~ oT .
pﬂACCp ‘é? it SCCp 5; =0 3 (655)
where
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and

i p(l +Pin/pz)
§ = Pl

Equation (6.55) is linearized, and the Laplace transform is obtained:

6W . = 0Q". (6.56)
0

el T
pEA G séT + Wsccp 886: 4G aaz

Multiplying both sides by

2 &
WscﬁpAT n Qg
yields
P; T T z1Q
ll+££‘5_T+Zli_‘5T_ = l"tso*"-tsw (6.57)
£ Py [ usc ATiy 9z \bTin Qsc
where
Qo = WscC &
P 3z

0

If Eq. (6.30) is used, it may be shown that

— ox
Rl o (6.58)
14 STesc

where

PwhAwCw
i o = — (659)
fsc hp.

Integrating Eq. (6.57) with respect to z yields

(Y-f‘zl ~8T" ‘5—T|in Nk —
el o e |- Y B - J swhel, 6.60
KT, = o, BT, T o0 T GlTgee) SWsc sl
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where
1 -ST'/m f - (m—i)s_r'
E{T) = LAY
sT‘/m m i
i=1
z1Py PuwhwCy
T = LB e e —d]
2ujn PpAcCp
It S(l —gl) Tfsc
G(Tfsc) in the nonboiling region
1 ST
= 1 in the subcooled boiling region,
and
m = number of nodes in the subcooled region.

D. Pressure Drop Downstream of the Test-section Exit

An enlargement of the cross-sectional area is assumed to occur at
the test-section exit. In the region of the area change, an approximate ex-
pression is obtained for the pressure drop by using a spatially-uniform fluid
density equal to the average density at the test-section exit. A steady-state
energy balance at the point of area change yields

ERRTCRDE NPy = _l%_;:é_xce(l - Oe)s (6.61)
where
Ac
Ogi= A—r,
and
Pex = Ppll-Gey) + pyloy = Pyl -Mley).
If

20(1 - 0¢) = KL, (6.62)
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Equation (6.61) may be expressed in the dimensionless form as

K'u?
AP = — S (6.63)
ex Zch(l N naex) ex

Linearizing, and taking the Laplace transform, yields

2
K'euin 2 (5ng néaex

S(AP*.) = + (6.64)
ex 2gL, |1 - naex|01 (1 3 naex|m)z

or
(8APX ) = C1odWX_+ Caoba, (6.65)
where
Keuin
Cig = gL, (1 - naex|01),
and
Cpo = Kouinn

2gLc (1 = T)C‘exlm)z.

E. Solution of the Equations

Jones and Dight*® solved the differential equations by using a
Philco 2000 digital computer. The program computes the open-loop fre-
quency response of the system and uses the Nyquist criterion to determine
whether the specified system is stable. Figure (6.1) is a block diagram of
the closed-loop transfer function.

3a
C” HO(T)G(Tlsc)

=
BPE; [

- 145 T W
=5 7 W

Fig. 6.1. Block Diagram of Closed-loop Transfer Function



The STL group?®? translated the above program to a FORTRAN code
after modifying it to accommodate the test sections of circular as well as
rectangular cross sections. This modified FORTRAN version, STABLE-3,
was used in the present study and the results are discussed in Chapter VIIL
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VII. NONLINEAR ANALYSIS

This section is of interest for two reasons: (1) to investigate the
effect of the disturbances of large magnitude on the system equilibrium;
and (2) to study the system behavior beyond the point of inception of oscil-
lations. Beyond this point, flow disturbances are no longer damped out,
but instead diverge to self-sustained oscillations. The nonlinear analysis
should predict the amplitudes as well as frequency of these bounded
oscillations.

A digital-computer code written in FORTRAN at STL based on the
numerical integration of the nonlinear equations of conservation and state
and the boundary conditions was used with some modifications. The math-
ematical analysis was that originally proposed by Jahnberg.?* The impor-
tant steps of this analysis are presented here.

The basic assumptions and the equations of conservation are the
same as those given in Chapter V. The model does not consider the effect
of the heat capacity of the test-section wall. The boundary between the
subcooled and the bulk-boiling regions is considered to be the same as that
obtained by thermodynamic equilibrium. Perfect mixing of the fluid is as-
sumed at each cross section of the test section.

The boundary condition is that the total pressure drop across the
test section is the same as that for the nonheated part of the loop. The
pressure drops are expressed as functions of the time derivative of the
inlet velocity and quantities describing the instantaneous state of the sys-
tem. An explicit equation is obtained for the time derivative of the inlet
velocity from the boundary condition, from which the instantaneous inlet
velocity is obtained by a forward numerical integration.

A Pressure Drops

1. Nonboiling Region

The pressure drop in the nonboiling part of the test section is
obtained by solving Eq. (5.2) for single phase. Thus,

ory = 7 (E)en
5

%1 /apf\ d (7-1)
L 821 +f ) Z. 0
- \5z nb




2. Bulk-boiling Region

Equation (5.2) yields

L
APy = -f C(aa—f)dz

2
Iy —_— % T L
& dpu c{ dpu® S
_Al (—a%)dz+‘/;l (-&-)dz+g£ pdz + Fy, (7=2)
1

where Fy, is the total frictional pressure drop in the boiling region given by

e OPs
T
z

1

dz.
b

If
o= (& (7.3)

and

then Eq. (7.2) becomes

LC(BGC) Ge La, Le { 3Py
AP =f dz + — +gf pdz+f K—:dz
b )

. ot Pl ” Z 20

1]
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Equations (5.1) and (5.3) can be combined to give

Hfg -a%'[ug(l -a) + uga] = A—i(é—i), (7.6)
or
z z
[u[/(l-oc)+uga] &= ?A?:H—fg/;l Q dz,
or
z
ug(l-a) + uga = ui“+¥*‘ﬂ“_fg_/;l Q dz. (7.7)
Now,
ug(l-a) +uga = G¢ [l ;;ﬂ%]. (7.8)

Substituting Eq. (7.8) into Eq. (7.7) yields

oG du; z dz
i 1 in n QR § el SEILE O
ot T 1-X  X|dt +pgAchg [‘/-1 bl i pypg Ot (7.9)

z
Py Pg

In Eq. (7.9), the terms dz;/dt and 3X/3dt may be obtained as follows:
The heat absorbed by the subcooled liquid volume A dz in travelling from
inlet to z is given by

t z
Q€ t-7)
e, th) det i d= = d dz, 7.10
ft_T (L, e at | dz /oﬁ—fumm ¢ (7.10)

where T(£, z, t) is the time required in travelling from £ to z. Thus,

1
ey f uint') dtr, (7.11)
t-T

At the boiling boundary,

Ujnplt - T)

Zy i
py(H - Hip) = ch-f %:—T-) dt, (7.12)
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and
t
e f e (81 Fd s (7213)
t-T

Differentiation of Eqgs. (7.12) and (7.13) with respect to time and elimina-
tion of OT/dt give

& 2 Iuin(t)
ol ——Qm, (7.14)
) )
uin(t)

where

f {uln at' uc t' }I (7'15)
in t!=t-7

3X/3t may be evaluated from the continuity equation, Eq. (5.1), to give

8% ax ., 9°C
3'1:- = d—C(.GC a_zc (7.16)

Equations (7.1), (7.9), (7.15), and (7.16), when substituted in Eq. (7.5),
result in

duy;
AP, = c d:n+ s (7.17)
where
Le
dz
= _ 7.18
£1 ng 1-n+nX’ ( )
z)
and

i z dX 9G,

ey c 1 [r* 22 ) gt G dz
CZ_ACHf/‘ 1-n+nxf 5= Q(z‘ % 1-n+nXda c 3z
8 Jz, z)

3p;
'szf Pl“' +f’g] oz
ex
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IniEcs (717 StoN (a9 BPf/Bz and @ are calculated from empirical cor-
relations, described in Section C below.

3. Nonheated Part

In a natural-circulation boiling system, the nonheated part gen-
erally consists of a riser, a steam separator, a condenser, a downcomer,
and a subcooler. The riser has a two-phase mixture, and the pressure drop
across it may be calculated in a way similar to that for the test section. The
pressure losses at the test-section inlet and exit and at the riser exit are
given below (the inlet pressure drop includes the frictional losses in the
single-phase region of the nonheated part):

1 2

APy, = 5 kinPpuin, (7.20)
1 G-

APeyx = EkeX(_') s (7.21)

Pelas
and

1 G*?

APye = Ekre(?)re' (7.22)

The downcomer is represented by a driving height I‘d and an
equivalent length Lg. The pressure-drop contribution is

dujn

APg = gpglyg - pyla . (7.23)

The total pressure drop in the nonheated part can be then added to become

0]

AP APH ~ ABL S AP APy ~OAPro

: dujn
173t

1

+ cp, (7.24)

where

LetLe 4,

T-n+nX (7.25)

C"PgL Acpf
L W

= L
C
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e T 1 = le! dz,
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Sk setle 1 L g
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Lc+L, 3P 2 £
£ G
f {E[Pg(l -a)+pga]+a—} dz - (Q) +(—.C>
L = Plre P /ex
1 o ] G? 1 G?
s KinPguip, - z kex(ﬁ)ex S kre<F s 28]

B. Method of Solution

Equations (7.17) and (7.24), when substituted in the boundary
condition, yield

du; cl-c
in 2 2
= —_— 2
dt Cri= e, ki

where ¢, c;, ¢}, and c} are defined by Egs. (7.18), (7.19), (7.25), and (7.26),
respectively. The initial conditions for ujn and o are obtained from the
steady-state solution. The test section and riser are divided into a finite
number of sections. The spatial integrals are evaluated by Simpsons' rule.
Equation (7.27) is then approximated to give

in(t tAL) = uin(t) + At z—:%%z (7.28)
1

t
) - cqt)
Similarly, the steam-void fraction is approximated by solving the con-
tinuity equation, Eq. (5.1). Thus,

da il oG (7.29)

t pﬂ-pg a—Z-,
or

a(t+At,iAz) = a(t,idz) + 2—; pﬂl—-pg {G(t, iAz) - G[t, (i-1) Az]}, (7.30)
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where Az and At are space and time steps, respectively, and iAz rep-
resents the axial position.

The steady-state values of a and ujp are evaluated by setting
all time derivatives to zero in Eq. (7.27), which gives

Cal=C, (7.31)
Equation (7.31) and the boundary conditions,

Qg = 0 (7.32)
and

X =X

ex e

(7.33)
are iterated to yield the steady-state values. The dynamic solution is then
obtained by setting the power input to a new value and calculating all the

variables at each interval of At.

C. Empirical Correlations

The original version of the digital-computer program uses models
developed in Sweden for the slip-ratio and two-phase frictional pressure
gradient. It was modified to allow the use of any of the several empirical
correlations available in the literature. The Swedish models are described
here.

1. Slip Ratio
The slip ratio is given by
S = (1+C3X*%)(0.795+0.410p, /G), (7.34)

where C; is the parameter given as input data. The void fraction is then
obtained by using the mass balance equation in the form,

g X
% = X+ S(pg/pp)(1 - X)' S

2. Frictional Pressure Gradient

The single-phase pressure gradient is given by

2 -
aapf e (7.36)
z b 2pgpde



where

1.8

f = 0.013 + 5
Rel/?

(7:37)

The analysis assumes that the surface boiling in the subcooled
region starts when

Ee= T oy = TV, (7.38)
where
Q
] = o)
hppPc ( )

and h,} is given by the Dittus-Boelter equation:

o
hiaie 0.023E—Re°'5 Prl (7.40)
T

In the part below the boiling boundary, the frictional pressure gradient is
given by

P oP 0.2hp .G
f f Petic
— N e (S T ) (7.41)
dz bt dz b AcPpHig =
For two-phase flow,
oP oP
S o4 2y S bk, (7.42)
& b “ nb
where
. 108 -
A R 1.96P, (7.43)
6.75 - 10° + 0.1P
and
b = 1.025 - 1.74 - 1078P, (7.44)

Pressure, P, is expressed in dynes/cmz. In the heated section, a correc-
tion similar to that in Eq. (7.41) for surface boiling is added. Thus, in the
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bulk-boiling region of the test section, the correlation for the frictional

pressure gradient becomes

oP P 0.2Q(1 -a) G
F—f = a—g (1+axP) +TH_C-
%l Z |nb cPlPig

(7.45)
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VIII, COMPARISON OF PREDICTIONS FROM
THEORETICAL MODELS WITH
EXPERIMENTAL RESULTS

The basic features of two theoretical models, one linear and the
other nonlinear, are given in Chapters VI and VII, Predictions from
these models are compared with the experimental data from the natural-
circulation boiling system used in the present study. These are discussed
below under the appropriate headings.

A, Jones's Transfer-function Model

As described in Chapter VI, in this model an open-loop transfer
function for a boiling system is obtained by taking the Laplace transform
of the linearized equations of conservation and state, and the boundary
conditions, When the Nyquist criterion is used, the gain of the feedback
loop at 180° phase lag (see Fig. 6.1) indicates whether a system is stable
or not, For a minimum phase system (no zero in the right-hand plane),
a magnitude ratio of less than one indicates stability, while a magnitude
ratio equal to or greater than one indicates instability.

In this linearized model, the steady-state inlet flow rate is
supplied separately, The zeroth-order (steady-state) perturbation equa-
tions are not considered and, in general, may not be satisfied. Only the
first-order (linear) equations are used. This allows a greater degree of
freedom in choosing the steady-state flow rate, which may be determined
experimentally or from a separate calculation. On the other hand, there
is a loss of physical consistency.

Another drawback of this model (and other linear models) is that
it considers the stability in the small, as discussed in Chapter V. Thus,
it can only predict whether a system perturbed by a small disturbance
would return to the original stationary condition or not. As a consequence,
the capability of this model is limited to the prediction of the point of
inception of self-sustained oscillations in the present case.

Table III shows, for various combinations of geometry, pressure,
and inlet subcooling, the power and frequency at which the magnitude ratio
of the feedback loop is expected to become unity at a phase lag of 180°. The
table also shows the power at which inception of oscillations was observed
experimentally. The two bases shown for the choice of threshold power for
these need additional explanation.

The flow velocity at the test-section inlet was used as a dependent
variable for determining the threshold points. The peak-to-peak amplitudes
of the inlet velocities were plotted against power for a given setof conditions.
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As discussed in Chapter IV, this plot, in general, showed three regions:

1. stationary flow rates; zero amplitude;
2. small-amplitude oscillations;

3, large-amplitude oscillations.

TABLE III. Comparison of Predictions from Jones Model with Experimental Data

Experimental Jones-model
Threshold Threshold
Pol:v\;r. Power,
Table Pressure, Inlet el Freq, kW Freq,
Geometry No, psia Subcooling, °F (a) (b) cps (c) cps
1 v 200 1 239 5238 - <) 0.60
10 42 >48 - 38 0.68
20 38 58 0.49 54 0.47
8 VII 200 28 <25 '<25- 0.30 25 0.30
36 <30 <30 0.24 <30 0.28
45 <25 <25 D29 24 0.34
600 28 41 42 0.45 43 0.51
36 39 45 0.38 45 0.43
46 40 45 . 0,35 45 0.38
1000 47 64 BT = 004l 65 0.44
4 VIII 200 20 18 21 0.43 17 0.45
30 20 ral 0.39 17 0.36
40 20 Z22¥-"0,35 20 0.36
600 30 51 52 .51 44 0.57
40 45 48 0.49 43 0.52
50 47 48  0.40 50 0.46
62 5% 54 10,37 51 0.40
5 IX 200 10 24 29 0.76 14 0.70
18 25 27 0.68 14 0.61
30 <20 23 0.44 <20 0.48
600 50 47 560 0,51 43 0.58
6 X 200 25 10 18 0.29 16 0.31

All values of power are rounded off to the nearest integer.

NOTES:
(a) Represents the power at which flow oscillations of 10% peak-to-peak
amplitude with respect to the mean occurred,

(b) Represents the power at which the slope of the amplitude versus power
was 45° (see text),

(c) Represents the power at which the calculated magnitude ratio of the
closed-loop transfer function was unity at 180° phase lag. These values
were interpolated or extrapolated from the computed results.
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In the region of the small-amplitude oscillations, the change in
the amplitude was not well-defined with respect to change in power; an
increase in power could result in a decrease or in no change in amplitude,
For this reason, it was of interest to compare the inception points of the
flow oscillations arbitrarily defined in two different ways. For both
criteria, described below, a smoothed plot of the peak-to-peak amplitude
of the flow oscillations versus power was obtained for each combination
of the test parameters,

A variation of 10% (peak-to-peak) from the mean inlet flow velocity
was taken as the first criterion for the threshold power.

The transition from small-amplitude oscillations to large-amplitude
oscillations was, in general, fairly sharply defined. The second criterion
was, therefore, taken to be the point at which the slope of the amplitude of
flow oscillations versus power was 45°, with a standard scale of 2 ft/sec/in,
along the Y-axis and 5 kW/in. along the X-axis,

The frequency shown with the experimental data is the frequency of
oscillations at the lowest power after the onset of oscillations. Other
notations in Table III are explained at the end of the table.

Comparison between the predictions from the Jones model and the
experimental values for the oscillation thresholds shows good agreement.
The experimental and the theoretically-determined frequencies of oscilla-
tions show similar trends with respect to change in the inlet subcooling,
pressure, and geometry. Prediction of the threshold power is correct
within +5% for more than 60%, and within *10% for more than 80%, of the
tested cases.

Neal and Zivi?®?? also found the Jones model to be quite satisfactory,
In their study, the predictions from this model for other experimental
studies (see Reference 27) showed good agreement with 70% of the experi-
mental values. Thus, this model appears to be quite satisfactory for pre-
dicting the oscillation thresholds in a natural-circulation boiling-water
loop within the range of parameters of this and other experimental studies.

Results from this model were also obtained at higher pressures
(600-1500 psia) for the geometry shown in Table V. The model predicted
a stable system within the power range of the tests, which is in agreement
with the experimental observations, Predictions from this model were
not obtained for the test geometry of Table VI because, in this case, the
tests showed large-amplitude oscillations at the lowest heat inputs.
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B. Jahnberg's Nonlinear Model

Jahnberg's nonlinear model solves the equations of conservation
and state along with the boundary conditions for a given boiling system in
the time domain, Since the nonlinear terms are not neglected in this
analysis, the behavior of a system, when the disturbances become large
in amplitude, should be predicted. Another advantage of this model over
Jones's linear model is that it does not require a prior knowledge of the
steady-state flow rate at the test-section inlet, An approximate value of
the inlet flow rate is put as input to the program, which then iterates the
steady-state equations of the system to estimate the best value within the
required accuracy. Inthe STL version of the digital-computer program,
for the Jahnberg model, the dynamic calculations are calculated by making
a step change in power and solving the equations at each increment of time
at the new power. The following changes were made in this program:

1. All the integrals were estimated by Simpson's rule instead of
the trapezoidal rule.

2, Suitable modifications were made so that the computations are
also continued at negative values of the instantaneous flow rates.

The basic features of the Jahnberg model were retained in the com-
putations, and the test data obtained from the STL* were reproduced to
check that there was no error in the computation procedure.

The results for the steady-state inlet flow velocities for one of the
test geometries are shown in Fig. 8.1. In this figure, the predictions from
the Jahnberg model, using the originally suggested empirical slip-ratio and
frictional pressure-gradient correlations (Swedish models), are shown by
solid continuous lines for various conditions. A comparison with the experi-
mental data, also plotted in Fig. 8.1, shows that there is a large difference
between the two results. The predictions for the steady-state inlet flow
velocities similarly did not check with the experimentally determined values
for the other test geometries,

The predictions of inception of oscillations were also obtained,
despite the large discrepancies in the steady-state values of the inlet flow
velocities. Table IV compares the Jahnberg predictions with the experi-
mental values. The method for obtaining the experimental threshold of
oscillations was described in Section A. The frequency of oscillation was
not obtained for the Jahnberg model since it was noted that, in most cases,
the inlet velocity either converged to a stationary value or diverged to a
value outside the range of the computer within two periods of oscillations.
The threshold power was taken to be th®e minimum power at which the inlet
velocity diverged with respect to time.
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TABLE IV. Comparison of Predictions from Jahnberg Model with Experimental Data

Experimental
g‘s‘ablh;z’” Jahnberg Model
Pressure, Inlet L Power, kW
Geometry Table No. psia Subcooling, °F (a) (b) (c)
1 v 200 1 239 239 55
10 >48 - 265
20 38 58 75
600 2 >60 - 200
9 >69 - 190
21 >80 - 165
3 VI 200 28 <25 <25 53
36 <30 <30 53
45 C2D. 325 62
600 28 41 42 60
36 39 45 63
46 40 45 68
1000 47 64 67 83
4 VII 200 20 18 21 29
30 20 21 34
40 20 22 36
600 30 51 52 68
40 45 48 T2
50 47 48 73
62 Y 54 5
5 VIII 200 10 24 29 <10
18 25 2 <15
30 <20 23 &l
600 50 47 56 42
6 IX 200 BS 10 18 46

All values of power are rounded off to the nearest integer.

NOTES:
(a) Represents the power at which a 10% peak-to-peak amplitude with respect to
the mean in the flow oscillations occurred.
(b) Represents the power at which the slope of the amplitude of flow oscillations
versus power was 45°.
(c) Represents the minimum power at which the inlet velocity became divergent
with respect to time.

It may be noted from Table IV that Jahnberg's model generally
predicts higher oscillation threshold values than the experimental values.
Neal and Zivi,?? in their calculations to check this model with experimental
studies at Sweden'® and Eindhoven,!! found a discrepancy of 30 to 35% in
every case. In their case, however, the model predicted lower values than
the experimental thresholds., This may be due to the difference in the



test conditions. For the Swedish experiments, two test sections were used:
(1) 0.787-in, diam, 196 in. long; (2) 0.394-in. diam, 196 in. long. In the
first test geometry, the range of subcooling was 3.6 to 28.8°F; in the
second case, two values of subcooling of 295 and 439°F were used with
the pressure range of approximately 150 to 1000 psia. The Eindhoven
tests were made on an annular test geometry consisting of a heating
rod 0.75 in, in diameter and 94.5 in. long, and the ID of the outer tube
was 1.98 in. The range of the other parameters was approximately 3 to
27°F inlet subcooling and 29 to 435 psia pressure.

C. Modifications in the Jahnberg Model

One difference in the two models, one due to Jones and the other
due to Jahnberg, is in the choice of the empirical correlations for the
two-phase, frictional pressure gradient and slip ratio. The empirical
correlations used by Jones were substitued in the Jahnberg model to
eliminate one possibility of the discrepancy in results shown in Tables III
and IV,

Originally, Jahnberg used the Swedish correlations for the frictional
pressure gradient as well as the slip ratio. These are given by Eqgs. (7.45)
and (7.34), respectively. For the two-phase frictional pressure gradient,
Jones used a modification of the Martinelli-Nelson correlation. This is
given by Eq. (6.13). The slip ratios in his model were estimated from the
modified single-fluid model due to Bankoff, as shown in Eq. (6.7).

An additional constant factor, Kf, was introduced in the friction
factor correlation used by Jones, as shown below:

oP

3P,

- ¢ 2 QK. (8.1)

b single-phase

The terms ¢? and () were explained in Chapter VI. In the calculations
from the modified Jahnberg model, the values of K; were varied so that the
predictions for the steady-state inlet velocities were as close to the experi-
mental values as possible. Figure 6.1 shows these plots, along with the
values of Kf used in each case. Thus, for the test geometry shown in
Fig. 6.1, approximate values of K, for the best fits were found to be 0.65,
0.45, 0.40, and 0.375 for pressures of 200, 600, 1000, and 1400 psia, respec-
tively. Similar calculations for other test geometries required different
values of K;. Thus, for example, for the test geometries shown in Ta-
bles VII and VIII the appropriate values of K; were roughly 1.25, 1.0, and
0.85 for 200, 600, and 1000 psia, respectively. These results show that
the modified Martinelli-Nelson fit predicts too high frictional pressure
drop for the larger-diameter test geometry (0.8125-in,-diam test section)
used in the first case, and too low (at 200 psia) for the smaller-diameter

27
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test geometry (0.625-in,-diam test section) used in the second case, Signif-
icantly, it may be pointed out that the original Martinelli-Nelson correla-
tion was obtained from the data of air-water tests in a horizontal test
section and was later extended to the steam-water case. The modification
to this correlation was based on the experiments at Wes’cinghouse,4b8 where
the test channel was of rectangular geometry. The effect of the shape
factor has not yet been established in two-phase flow systems. Another
possibility is that the cumulative error in the computation of the single-
phase pressure drop around the loop may be significant.

The digital program of Jones and Dight and the modified STL version
also use a factor K, similar to K_used here. K_ is assumed to be inde-
pendent of the void-fraction and mass flow rate and is assumed to be depen-
dent on the axial position. If K¢ in the modified Jahnberg model was also
made space-dependent, similar to Ky, the curve fit of the predicted inlet
velocity could be further improved.

The effect of the slip-ratio correlations is also shown in Fig. 6.1.
The change in the steady-state inlet velocity due to change in the slip
models does not seem to be as marked as that due to the frictional pressure
gradient.

The dynamic results from the modified Jahnberg model were still
not very encouraging. The model failed to predict bounded oscillations
after the inception of oscillation, and the inlet velocity diverged to infinity
instead. Also, the oscillation thresholds had a large discrepancy between
the experimental and predicted values. From these predictions, a clear
trend with respect to the prediction of the original Jahnberg model could
not be established.

Additional studies were made on duration and shape of changes with
time in power and inlet subcooling. Small sinusoidal changes in inlet sub-
cooling had negligible effect. The effect of sinusoidal oscillations and
periodic pulses in power was studied, The model seemed to behave as a
linear system when the time derivative of power in Eq. (7.15) was neglected.
What were most likely numerical instabilities appeared when the terms
involving the rate of change of the power were included, which were not
eliminated by changing the size of the time increment.

D. Discussion

The Jahnberg model errs in predicting the inception point of the
oscillations, whereas the Jones model gives surprisingly good agreement.
Since both are based on the conservation laws, with empirical functions
for frictional losses and slip ratios, the superior performance of the
Jones model might be superficially attributed to the use of more accurate
empirical correlations. In the small perturbation range, which is implied



in studying the linearized stability point, both methods (numerical integra-
tion and Nyquist procedure) are mathematically equivalent, The Jahnberg
model, however, is subjected to an additional constraint, in that not only
the first-order (linear), but also the zeroth-order (steady-state) perturba-
tion equations must be satisfied. In contrast, the Jones model may have
the steady-state inlet velocity determined experimentally, so that the
zeroth-order equations may not be satisfied. The Jones model thus
achieves a greater accuracy in predicting local instability, at the expense
of a possible loss in physical consistency, However, the Jahnberg model,
once the origin becomes unstable, predicts very rapidly diverging oscil-
lations, which exceed the machine capacity in only a few cycles. This is
a serious inadequacy, since the experimental observations show bounded
periodic (or almost-periodic) oscillations over a considerable range of
powers. It seems unlikely that errors in the empirical correlations could
account for such behavior; more likely, the one-dimensional formulation
of the conservation equations is inadequate, As noted previously, bounded
oscillations can be simulated on the computer, if the heat input into the
system is assumed to have a periodic component, Physically, this would
correspond to storage of energy in the channel wall and an associated
superheated-liquid boundary layer, which is periodically released into
the system when nucleation and vaporization of the superheated liquid oc-
curs, This is a two-dimensional effect, which cannot be simulated in a

one-dimensional formulation except by assuming a periodic forcing function,

The system therefore behaves as a stable dissipative system, which is
maintained in a steady orbit in the phase hyperplane by a periodic energy
input, or forcing function. To this extent, the behavior is similar to that
of a clock.
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IX. CONCLUSIONS
A, General

The effect of increase in power on the inlet flow velocities can be
divided into three broad classifications: (1) stationary flow conditions,
(2) flow oscillations of small amplitudes, and (3) large-amplitude flow
oscillations. The boundaries between these are, in general, not defined
sharply, and the oscillation thresholds can be determined only by using
some arbitrary criterion. The traces of the oscillations appeared to be
the almost-periodic functions. In the large-amplitude oscillation ranges,
reverse flow velocities were noted at the test-section inlet, which were
of magnitudes comparable to the maximum flow velocities. Physically,
these oscillations are probably associated with vapor bursts within the
test section, caused by the periodic release of energy stored in the test-
section wall and in the associated superheated-liquid boundary layer.

B. Experimental

The effect of inlet subcooling on the inception of oscillations was
similar to that observed by Levy and Beckjord,8 Becker et a_l.,15 and Gouse
and Andrysiak,*? except in the case of the test geometry with smallest-
diameter test section (0.364 in.) and riser (0.3125 in.). In this case, the
frictional losses seemed to obscure the effect of inlet subcooling. Other-
wise, in general, the increased inlet subcooling resulted in higher-amplitude
oscillations at a given power. At sufficiently high inlet subcooling, this trend
was reversed.

The effect of pressure was quite strong, increased pressure resulting
in a more stable system. Similar results were reported previously, but only
for the oscillation thresholds.

When the test-section length was varied, it was noted that at 200 psia
there was negligible effect on the oscillation threshold, but at 600 psia the
shortest test section was most stable. At both pressures, the longer test
sections showed a higher amplitude of oscillations for a given power. A
similar effect was observed when the riser length was changed. Accord-
ing to the proposed physical model, the increased downstream frictional
effect in the longer channels results in an increased void-inlet flow re-
sponse. Similarly, the smallest-diameter test sections and risers were
least stable. In fact, the cross-sectional area of the two-phase region was
found to be the most significant parameter in this study.

In the present study, the frequencies of oscillation ranged between
0.24 to 0.76 cps. In general, these frequencies increased with increases
in power. For the larger-diameter test sections and risers (0.625-in.-diam),
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increased pressure seemed to result in a decrease in the oscillation fre -

quency at a given power. Such a clear effect was not observed when the
other parameters were varied.

In general, the thresholds and amplitude of oscillations in the wall
temperature did not necessarily follow the pattern of the oscillations of
the hydrodynamic variables.

C. Theoretical

In the theoretical investigation, the Jones transfer-function model
predicted the frequencies of oscillation well. The power at the oscillation
thresholds was predicted correctly within +5% for more than 60% of the
cases, and within +10% for more than 80% of the cases tested.

The nonlinear model due to Jahnberg failed to predict the steady-
state inlet flow rates, as well as the oscillation threshold, within a
reasonable accuracy.

The steady-state predictions from the Jahnberg model were im-
proved by substituting the modified Martinelli-Nelson correlation for
frictional pressure drop after a suitable multiplier was introduced. It
was noted, however, that this modification did not improve the predictions
for the oscillation threshold.

The Jahnberg model, in both cases, failed to predict the amplitude
of oscillations.

It was concluded that the limitation of the nonlinear analysis of
Jahnberg was not due to the inadequate knowledge of the two-phase fric-
tional losses and the slip ratios for dynamic conditions. Probably the one-
dimensional formulation of the conservation equations failed to simulate
the two-dimensional effect of the energy stored in the channel wall and the
associated superheated-liquid boundary layer. The Jones linear analysis
was less sensitive to this effect in that it does not require that the zeroth-
order (steady-state) equations be satisfied. This effect can be simulated
as a periodic heat release, which gives periodic bounded oscillations with
the modified Jahnberg model that are roughly similar to those observed
experimentally.



APPENDIX A

Experimental Calculations

The power to the test section, in kilowatts, was calculated from the
following expression:

Power input = EI/lOOO, (A1)

where E is the voltage across the test section, and I is the current through
the test section. The test section was considered to be a pure resistance,
and a unit power factor was taken.

The flow rates were calculated from the reading of the pressure
drop across the venturi, as measured from a differential pressure trans-
ducer. The pressure-drop readings were corrected for the hydrostatic
head between the pressure taps located 7 in. apart on a vertical flow path.
If AP.oryr denotes the corrected pressure drop, and APmpeas the measured
pressure drop in psi, then

ey, - £.)

APcorr = OPmeas - T (A.2)

where pp and p. are the densities in 1b/cu ft of the fluid in the venturi
and the connecting tubes, respectively.

The flow rates at the test-section inlet were then evaluated as

AP .
COXY Ph
Yin T K( Py ) (pin ' e

where K and n were estimated from the venturi calibrations; their numeri-
cal values are given in Eqs. (4.9) and (4.10).

The pressure drop across the test section measured from a differential
pressure transducer was corrected for the hydrostatic head of the fluid in the
connecting tubes. The corrected pressure drop, in psi, is given by

Ltap P
AP = AP el (A.4)

corr meas 1728
where L, is the distance in inches between the pressure taps located at

the test-section inlet and exit.

The wall temperatures were calculated from the reading of the thermo-
couple located outside the test-section wall 2 in. below the upper bus bar. The
readings in millivolts were converted to degrees Fahrenheit by means of a
standard calibration chart.
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APPENDIX B
Error Analysis

The power was calculated from the readings of the voltmeter and
the ammeter. The full-scale error was estimated to be less than 1%,
whereas the error at the lowest power (10 kW) was estimated to be about
2.7%. The power input to the test section was also read from a wattmeter.
The uncertainty in these readings was estimated to be +0.7 kW, which is
equivalent to 7% error at the lowest reading and approximately 1% error
at full scale.

The heat loss from the test section was estimated to be a maximum
of 3% at the lowest power input (10 kW) and less than 0.5% at the highest
power (85 kW). Total estimated error of the power, based on the sum of
the contributions from errors in power input and heat loss, is +7.5% at
10 kW and +1.5% at 85 kW.

The errors in the readings of the pressure drops were considered to
be the accumulation of the errors due to each of the electronic components
in the circuit and the observation error. A maximum error of +1% full scale
was estimated for the pressure drops across the venturi as well as the test
section. Based on this, the uncertainty in the flow rate at the test section
inlet was estimated to be of the order of +0.1 ft/sec. This estimation does
not include the reading error of the maximum and minimum readings of
the flow rates. Since, in a given run, the peaks of the flow oscillations
varied in amplitude, though remaining almost periodic, the maximum and
minimum values represent an average of several peaks (individual maxima
and minima) in a given run.

The thermocouples for measuring fluid and wall temperatures were
carefully calibrated so that the principal error would be due to recording
and reading uncertainties. These were estimated to be less than +0.25°F.
An additional uncertainty in the measurement of the wall temperature was
caused by the presence of a mica sheet between the wall and the

thermocouple.

The chart speed of the oscillograph was calibrated at two different
speeds used in the experiments (1 and 4 in./sec) and for three different
loads of the chart paper. A maximum error of 1.5% was estimated in the
time scale. The uncertainty in the frequency of oscillation was estimated
to be £0.01 cps.
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TABLE V. Data for Geometry 1

Test Section:
Riser: Length

Length = 96 in.
48 in.

ID
ID

0,81 25%in,
1.0490 in.
Liquid level = 10-10.5 in. below condenser

Inlet Velocity,

Bata Pressure Drop across
Point Brein] ft/SeC Test Section, psi
No. kW Max Min Max Min Mean
Pressure = 199-201 psia Inlet Subcooling = 0-3°F
1 1102 55 5.5 4.86 4.86 4.86
2 14.8 5.8 57 4.82 4.82 4.82
3 1195 5.8 5.6 4.80 4.80 4.80
4 241 5.8 5.5 4.85 4.75 4.80
5 297 5.5 5.2 4.88 4.78 4.83
6 20° 7 5,5 52, 4.95 4.80 4.90
7 350 BLs 2 ) 5.00 4.80 4,92
8 5953 Sl 47 Sl 0)3, 4.81 Rl
Pressure = 200-202 psia Inlet Subcooling = 8-11°F
9 5.5 479 4.5 4.96 4.88 4.93
10 )G 5.5 20 4.94 4.83 4.89
11 24.3 5.6 5l 4.94 4.81 4.88
12 30.0 5.7 510 4.96 4.76 4.86
13 850 5.6 Bl 4.94 4.79 4.87
14 319,47 5.4 5.2 5.00 4.78 4.89
15 44.4 5.5 4.6 5.06 4.71 4.88
16 48.1 5.8 4.5 5.06 4.76 4.88
Pressure = 201-204 psia Inlet Subcooling = 18-22°F
17 20.0 4.5 3,8 52 4.92 4. 97
18 252 4.8 4.2 5.1 4.89 )
112) 30.4 5.l 4.8 4.96 4.87 2Ol
20 35.0 5.4 5.0 4.96 4.82 4.89
21 291 5.6 5.0 4399 4.78 4.89
22 46.3 5.6 4.9 502 4.78 4.89
Z23 50.2 5.4 4.8 5.06 4.80 4.91
24 55.0 5.6 4.4 5,05 4.72 4.89
25 58.7 6.0 4.0 S 4.63 4.91
Pressure = 598-602 psia Inlet Subcooling = 1-3°F
26 15.1 5.3 5.3 4.42 4.42 il
27 20.2 5.6 5.6 4.39 4.39 4.39

105



106

TABLE V:

(Contd.)

Data

Inlet Velocity,

Pressure Drop across

. ft/sec Test Section, psi

Point Power,

No. kW Max Min Max Min Mean

Pressure = 598-602 psia Inlet Subcooling = 1-3°F (Contd.)
28 25.4 - 5o 4.38 4.38 4.38
29 29.9 o8 Bt 4.37 4.37 4.37
30 35.1 5.9 5.8 4.36 4.36 4.36
31 39.5 5.8 57 4.38 4.38 4.38
32 45,2 5.8 6.7 4.38 4.38 4.38
38 43.8 5,8 5.7 4.38 4.38 4.38
34 50,9 5.8 5.6 4.38 4.38 4.38
35 55.6 5.7 5.5 4.44 4.36 4.38
36 e 5.0 ] 4.46 4.36 4.41
Pressure = 600-603 psia Inlet Subcooling = 8-10°F
37 14.9 4.3 4.1 4.54 4.46 445
38 i) Bl 0] 4.46 4.41 4.45
39 24.1 5.4 5.0 4.60 4.55 4.58
40 2970 5.4 5.4 4.44 4.39 4.41
41 35,2 5.6 5.5 4.41 4.37 4.39
42 40.3 5.7 5.5 4.41 4.36 4.38
43 44.5 5.8 5,6 4.42 4.35 4.38
44 50.2 5.8 536 4.43 e 4.40
45 50.3 5.8 SeE 4.46 4.38 4.41
46 55.3 5.8 5.6 4.47 4.38 4.42
47 61.3 538 5.5 4,52 4.42 4.47
48 64.8 5.8 iG] 4.53 4.42 4.47
49 69.2 5. 5.4 4.53 4.42 4.47
Pressure = 600-603 psia Inlet Subcooling = 20-23°F

50 24.8 3.8 LR 4,57 4.57 457
51 29725 4.2 358 4.52 4.52 4.52
52 3520 4.6 4.3 4.50 4.50 4.50
53 5003 5.0 4.7 .52 4.47 4.50
54 44.6 bl 4.9 4.49 4.45 4.47
55 49.3 5.4 4.9 4.47 4.43 4.45
56 el 5.4 5.0 4.48 4.42 4.45
B 60.1 5 o) ] 4.48 4.40 4.44
58 6592 S biZ 4.46 4.38 4.42
5y 70.2 i 5.2 4.47 4.38 4.42
60 74.6 50 =) 4.46 4.38 4.42
61 79,8 5.6 5.2 4.47 4.40 4.43



TABLE V (Contd.)

Data Inlet Velocity, Pressure Drop across

Boint Boe T ft/SeC Test Section, psi

No. kW Max Min Max Min Mean

Pressure = 998-1000 psia Inlet Subcooling = 2-3°F
62 24.8 i) 5.5 4.10 4.10 4.10
63 3510 558 5.8 4.07 4.07 4.07
64 40.1 542 Sy 4.07 4.07 4.07
65 44.6 59 ) 4.07 4.07 4.07
66 49.8 6.0 51 4.05 4.05 4.05
67 555 6.0 G 4.06 4.06 4.06
68 60.5 6.0 550 4.07 4.07 4.07
69 64.4 6.0 5.9 4.08 4.08 4.08
70 67.4 559 5.8 4.06 4.06 4.06
Pressure = 1000-1003 psia Inlet Subcooling = 7-9°F
74 20.4 4.3 4.3 4.20 4.20 4.20
72 24,2 4.8 4.8 4.16 4.16 4.16
73 £28.2 511 o 4.14 4.14 4.14
74 34.6 5.4 53 4.13 4.13 4.13
75 40.1 Bl 6.0 4.11 4.11 4.11
76 40.1 5.7 5.6 4.10 4.10 4.10
T 46.2 5.8 5.8 4.11 4.08 4.09
78 49.4 548 5.8 4.11 4.08 4.09
79 54.0 5.9 BR8 4.26 4.22 4.24
80 60.1 520 5.8 4.10 4.06 4.08
81 64.4 579 558 4.10 4.06 4.08
82 7.0.2 50 5.8 4.11 4.06 4.08
Pressure = 1001-1003 psia Inlet Subcooling = 18-20°F

83 17.8 3.9 3.7 4.23 4.23 4.23
84 2056 4.1 2712) 4.21 4.21 4.21
85 34.7 4.5 4.3 4.20 4.20 4.20
86 40.2 4.9 4.6 3.84 3.84 3.84
87 44.7 5% 220 3.82 3.82 3.82
88 50.0 5.3 520 4.13 S 4.13
89 Bib%3 552 4.9 4.14 il el
90 5.5 5.4 52 4.13 4.13 4.13
91 46.2 5.2 551 4.20 4.14 4.16
92 54.7 5.4 5,2 4.18 4.12 4.15
93 59.3 5,5 5.3 4.19 4.10 4.1¢
94 65.3 5.7 5.4 4.19 4.08 4.13
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TABLE V (Contd.)

Inlet Velocity, Pressure Drop across
iy ft/sec Test Section, psi
Point Power, PR N 4
No. kW Max Min Max Min Mean

Pressure = 1001-1003 psia Inlet Subcooling = 18-20°F (Contd.)

95 70.6 BT 5.6 4,18 4,09 4.13
96 5.0 Bl 5.5 4.19 4,07 4.13
97 701 5.8 ay5 4719 4.05 4.13
98 83.7 B 555 4.18 4.06 4.12
Pressure = 1400-1403 psia Inlet Subcooling = 9-12°F
23 2550 4.6 4.6 So70 3.90 3290
100 29.3 4.9 4.9 3.87 3.87 3.87
101 34.5 )l S, 3.86 3.86 3.86
102 590 B b%3 3.83 3.83 3.85
103 44.3 526 Lk 3.83 ShTi 3.82
104 49.6 5.6 5ib 3.84 3.80 3.81
105 55.4 5.8 BT 3.83 3.80 3.81
106 60.0 B Bl 3.81 379 3.80
107 60.5 hi8 Bl 3.81 3.78 i
108 65.2 6.0 5.8 3,81 3: 77 32509
109 12 6.0 A 3581 3.76 3.78
110 82572 6.1 A 3.80 310 3.78
1] 79.1 6.1 6.0 3.80 376 3578
112 82.6 6.1 6.0 3.80 3:70 3.78
Pressure = 1498-1502 psia Inlet Subcooling = 1-2°F
113 59,7 5.5 5.5 3516 3.6 3.76
114 64.8 5.6 BEo Sifo 31 b 3.76
115 70.8 5.6 5.5 3570 3.76 3.76
116 a0 5.6 avs 35 315 3.75




TABLE VI. Data for Geometry 2

Test Section: Length = 96 in. ID = 0.3640 in.
Riser: Length = 48 in. ID = 0.3125 in.
Liquid level = 10-10.5 in. below condenser

Inlet Pressure Drop Wall
Hata V;locity, across Test Temperature,
1 1 o
Botat Pawer, t/sec Section, psi B e,
No. kw Max Min Max Min Mean Max Min Mean cps
Pressure = 200-202 psia Inlet Subcooling = 0-3°F
1 9.8 6.9 Bl 2598 1.28 2.10 400.5 400.5 400.5 0.50
2 1Z.1 8.4 () a0 1.28 1.90 403.4 403.4 403.4 0.52
3 4.7 14.8 =18. 7  3.3% .97 .49 4125 "410.5 ~41}.2 0.46
4 i3 18.8 -20.4 3.03 0.77 1.39 434.0 429.0 431.0 0:49
5 197 24.1 =255 2.72 0.46 1:49 459.1 “45Z:7 ;4554 0.55
6 22.4 32.4 ~31.0 272 -0.77 1.28 #6501 458430 46107 0.61
Pressure = 200-202 psia Inlet Subcooling = 7-10°F
7 10.0 5.3 () el 1.87 L2 S (S IR e S HO AT 0.51
8 116 533 0.0 3.64 L.39 2.10  403.9  403.2 4036 0.54
g 14.8 14.6 T S TS 1.09 1.72 415.8 ° 412.4 4137 0.48
10 176 24.2 “24.8 - 3.29 0:31 1.50 4317 427.6~ 4293 0.49
1l 1956 29.9 ~26, 30 "2, 88 0.41 1.37 452.6 446.9 449.6 0.52
12 21.7 32.3 =28.6 2.93 -0.36 1.19 466.2 458.8 462.5 0.61
13 25.1 3316 -32.8 2.41 -0.57 1.04 681.2  601.2. 6405 0.65
Pressure = 200-202 psia Inlet Subcooling = 16-18°F
14 LBl gl 0.0 4.16 1.28 2.06 406.4 406.4 406.4 0.51
15 15.3 14.7 =158 | 3195 0.26 £.69 " 4192 417.1 478 0.48
16 17.2 21.5 =188 « 3.85 -0.46 1.49° 430.2 426.1 428.2 0.47
17 19.6 28.5 -24.1 2.72 -0.98 1.18 447.2 441.8 444.1 0,52
18 209 31.2 ~27.3 ~ 2.57 -1.54 0.98 5116506250879 0,57
19 24.9 32.9 -28.5 2.46 =1.295 0.92 529.3 ~ 515.8 " 522.6 0.67
Pressure = 601-603 psia Inlet Subcooling = 0-3°F
20 10.0 6.8 BeaN 2006 2,24 Z.55 498.8 498.8 498.8 0.41
z1 12.5 7.4 4.6 3.06 1) 2.60 503.8 503.8 5058 0.42
22 5.2 8.4 1.9 3.21 1.47 2029 G0t lalen B M (v)a) ey 0.44
23 L 8.9 SR OO 1796 2.57 Ble.2 ©510.9 " 511 2 0.46
24 1Y4 9.8 =128 3,13 1.18 () 5204 518,83 319.0 0250
25 21.8 iy ) -14.0 2.82 1523 1.64 53007 < B28.0 + SETIL 0.53
26 24.6 12455 -14.0 2.82 =28 i 545 1" 5414 Bl g 0.57
27 7.4 3.9 -16.1 2.82 0.77 1.74 567i7 = bog s hbain 0.60
28 29.4 1528 -16.6 3.03 0.67 171 5805 1= S5 T ERs e 0.64
Pressure = 601-604 psia Inlet Subcooling = 10-11°F
29 10.4 1.8 o0 3,39 2.31 2.70 OB 01 7 S B0 0.39
30 12.4 2.5 0.0 3.44 2.00 2.46 506.2 506.2 506.2 0.43
31 15.0 3.0 0.0 3.59 1.69 2.26 510.5 B810.5 510.5 0.44
32 7 2 L) -6.4 3.64 1.49 2.00 B16.9N 5T GRERE T502 0.46
a3 okl 8.9 e9E 323 .39 1785 B22.7 BED.T BR1.1 0.50

109



TABLE VI (Contd.)

Inlet Pressure Drop Wall
Velocity, across Test Temperature,
Dt It/sec Section, psi °F
Point Power, § Freq,
No. kW Max Min Max Min Mean Max Min Mean cps
Pressure = 601-604 psia Inlet Subcooling = 10-11°F (Contd.)

34 22.0 11.5 0 JRE 1.28 1.80 536.2 533.5 534.8 0.53
35 24.7 14.0 =-12.7 3.34 118 1.76 553.6 546.1 549.9 0.55
36 27.5 14.8 ~Ld8~=-3;13 0.62 1.68 583.8 578.4 581.8 0.59
37 25,4 16.6 = 1by3 0" 2103 0.36 1.65 6497 w6317 56407 0.63
38 29.8 17.0 -16.6 2.93 0.46 1.65 700.8 680.5 694.0 0.65

Pressure = 601-603 psia Inlet Subcooling = 17-20°F
39 12.4 s 00" . Bi54 2.16 2.46 498.8 498.8 498.8 0.38
40 1550 4.0 0505 3ts 1.69 2,57 501.8 501.8 S01.8 0.42
41 17,7 6.8 -5.8 3.54 1.49 2331 509.4 508.4 508.9 0.44
42 19.4 8.8 e Vol B T 1.28 2.21 517.7 ' 515:% S0 0.48
43 21.8 10.8 =10.57-3.34 1.28 1.85 530.9+« 5275 528.8 0.51
44 24.2 12.8 -12.0. 3.34 1.08 1.80 545.2  bal.1 543.2 0.54
45 28.4 el =12.9 " 3,13 0.67 1.59 B65.T. 558.6 562.0 0.57
46 29.6 16.5 =14.9 3,03 0:15 1,25 626.4 610.8 615.9 0.63

Pressure = 1001-1003 psia Inlet Subcooling = 0-3°F

47 10.0 6.0 iR - 2,82 2.67 2.2 561.0 561.0 561.0 0.00
48 14.6 6.7 4.8 .. 2.87 2.00 2.31 564.1 564.1 564.1 0.41
2] 17.2 6.7 3:0--—3303 1.64 2.21 563.7 563.0 563.3 0.41
50 19.8 7.0 13 Ems 1.39 1,90 570.8 ' 569.4 570.1 0.44
51 22.0 7.4 ~BF - 2 ilE 138 1.84 580.6 578.9 579.2 0.49
52 24.5 8.0 -10.7 2.62 1,23 1.80 58b.4" B5B2.0 583.7 053
53 27.0 Q.0 «11.5 2.52 1.23 1.69 599.8 . 5954 59178 0.60
54 29.6 10.0 el2.1 2,77 0.87 1.85 621.8 = 615.1 618.4 0.61

Pressure = 1001-1003 psia Inlet Subcooling = 9-11°F
55 105 1 0067 2:67 2had 561.0 - 561;0 5610 0.00
56 14.8 1.8 00 53013 2.10 2.46 570.5 (.570:5 B10:5 0.41
57 s g 2.5 0.0~ 329 1.80 2.31 567.1 566.4 566.7 0.42
58 19.8 4.3 “2.5: 3,13 1:59 2.12 574.7 5719 ;. 5T33 0.44
) 21.5 6.7 =32 2.93 185 1,98 584.5 581.1 582.8 0.49
60 24.5 T8 =8, 2.82 1.28 Leal 594.5 550.,1 592.3 0.52
61 27.2 8.5 7.4 2.72 1539 1.6 610.1 604.3 607.2 0.59
62 29.9 9.8 -10.0 2.82 1.08 1.70 662.5 653.0 657.8 0.61
63 31.6 9.8 ~10.0 2.93 0:97 1.69 940.4 859.1 896.4 0.62

Pressure = 1002-1003 psia Inlet Subcooling = 20-22°F
64 12.8 1.6 0.0 ~3,13 2.41 2.72 554.7 554.7 554.7 0.35
65 15.4 2.8 0,0 %349 2.10 2557 559.b6 =558.6 559.6 0.36
66 18.0 3.8 0.0 3.34 1.74 2.31 56@.1 (56155 561.8 0.39
67 19.6 4.6 0.0 3:.23 1494 2.10 568.1 567.1 567.6 0.42
68 21.8 5.9 S 313 1.44 2.00 576.5 S73.8 bT5.2 0.45
69 24.3 8.2 =5.:9 2.93 133 1.94 586.3:  '58R,0 5840 0.50
70 27.5 9.3 -7.4 2.82 1533 L Ce 604.6 600.6 602.6 0.5%
71 30.0 10.2 -8.3 2.93 Ut 1.64 640.8 630.6 635.7 0.61
72 32T 10.2 =93  2.93 0.72 1.80 980.5 876.3 928.4 0.62



TABLE VII. Data for Geometry 3

Test Section: Length = 96 in. ID = 0.6250 in.

Riser: Length = 48 in. ID = 0.6250 in.
Liquid level = 10-10.5 in. below condenser
Inlet Pressure Drop Wall
e Velocity, across Test Temperature,
et Power, ft/sec Section, psi S Feci
No. kw Max Min Max Min Mean Max Min Mean cps
Pressure = 201-204 psia Inlet Subcooling = 27-29°F
3 24.6 613 1.0 3.25 2.55 2.90 392.1 392.1 382.1  0.30
2 29.3 8.0 -2.3 3.44 2.19 2.74 396,00 395.4 39557 0732
3 34.7 A -4.8 3.35 1.75 2.65 400.6 400.0 400.3 0.3
4 39.5 8.4 =1.2 . 3.50 1.65 2,604 . A04. 2 A03. 34 40357 s Didh
b 45.1 9.0 =9.2-.-3.75 1.80 2,50 409:4.  408.6 - 409.0: 0,50
6 0.1 gl 108 3.95 1.78 2.51 409.9 409.2 4095 0.54
' 5.5 9.3 -13.0 4.25 1365 2355  415.6 4134 41dE6E0758
8 60.2 9.8 -14.5 4.55 1.%0 2.67 424.6 419.1 421.8 0.61
Pressure = 200-203 psia Inlet Subcooling = 35-38°F
9 30,3 T3 ~2.3 3.32 2.32 2.82 396.7 395,87 396,25 0,2
10 34.7 8.5 -4.0 3.32 1.72 2.74 400.6 399.8 400.1 0.30
11 34.8 8.3 -4.8 3.37 1.77 2. 72 398.9 398.2 398.5 (.32
12 394 8.6 -46,3 .. 3.82 1.67 2.66 403.7 402.8 403.2 0.36
13 43.8 8.6 =80 3. 4T 1.82 2.62  408.6 -407.2 -407.9 041
14 49.6 9.2 9.8 3.72 1T 2.56 408.1 406.8 407.5 0,49
15 B5.3 9.9 1500 4.02 1.52 2,47 418.7 414.3 4165 @ 0254
16 995 10.4 -13.7 4.12 1.57 2.62 424.0 417.8 420.9 0.57
iy ©5.3 11.5 -15.0 4.39 1.49 2.49 433.2 424.4 428.4 0.6l
18 #0.3 12.3 -15.9 4.69 1.9% 2.49 442.4 430.1 436.2 0.66
Pressure = 201-204 psia Inlet Subcooling = 43-46°F
19 24.6 4.1 ol 3.4 2.84 229 394.0 393.8. 393,00 10.20
20 29.3 7.0 =30 3.3%9 2.49 2.87 396.7 396.0 396.3 0.26
21 34.7 8.3 =2.7 3.35 1.88 2.67 402.4 401.5 402.0 0.28
22 39.8 8.4 =G0 .5.35 1.60 2.60 406.8 405.5 406.1 0.33
23 42.3 8.2 -6.8 3.25 1.80 2.60 409.9 409.0 409.4 0.37
24 50.0 8.1 B2 ¢8.55 1.60 251 408.1 407.5 407.8 0.44
25 55.0 9.7 =110 3.64 1.54 2.41 41161, Olpg H1NL 67 4 1S8R 0551
26 89.4 10.2 ~18.1 . 3.82 1.62 AT . eA23, 150 $A 182 42000G 5 0I5
27 65.1 10.9 15,0  3.92 1.42 2.42 431.0 424.4 427.9 0.58
28 69.7 LE.5 -15.7  4.22 1.2 232 442.05.3488.2)  437.6 50162
29 75.2 12.5 -16.6 4.35 0.85 2.40 453.0 442.0 447.5 0.67
30 9.9 14.3 =18 3 3.95 0.65 2.32 469,00 451.7 460.60 0770
Pressure = 602-603 psia Inlet Subcooling = 26-30°F
31 24.0 4.3 3.3..2.75 2.75 2.75 489.5 489.5 489.5 0.0
32 29.2 3.5 3.4 2.85 2.85 2.85 493.5 493.5 4935 0.0
33 34.5 3.4 EioR 2B 2085 2.85 497.4 497.4 4974 0.0
34 39.% 4.5 3.2 2.9 283 2.85 500.5 500.5 500.5 0.0
35 44.3 4.3 22 3.00 2.65 2.80 504.0 504.0 504.0 0.45
36 50.3 6.6 #2.4 3,22 2ek7 2,72 508.0 507.6 507.8 0.44



TABLE VII (Contd.)
Inlet Pressure Drop Wall
Velocity, across Test Temperature,
glats ft/sec Section, psi iy
Point Power, Freq,
No. kW Max Min Max Min Mean Max Min Mean cps
Pressure = 601-603 psia Inlet Subcooling = 35-37°F
AT 39:5 3.4 3.0 .37 L% 3.27 501.4 501.4 501.4 0.0
38 44.7 3.5 2.8 2492, 26T 2.75 504.9 504.9 504.9 . 0.0
39 49.3 (<% -2.6 3.15;.2.37 Pt 503.8  503,8 503.8 0.38
40 54.4 7.5 =3.2 S22~ 2i05 2.67 51155~ 51117 sl = Ol
41 BALY i -4.2 P (A 1 2.52 515.5 515.0 515.3 043
42 65.6 8.1 -5.0 3AE. 170 2.54 519.9 519.0 " 5194 U046
Pressure = 602-604 psia Inlet Subcooling = 45-47°F
43 34.8 3.2 2.9 2.80 2.76 2.77 500.1 500.1 500.1 0.0
44 39.7 3.4 3.1 aga 247 2.79 504.5 504.5 504.5 0.0
45 44.7 3.6 8.7 2.84 2.76 2.79 507.9 507.9 507.%9 0.0
46 50.6 6.1 -2.3 3.07 2.37 AT 512.4 512.00 5122 ;. 0.35
47 53.6 6.9 =31 507 287 267 515.5 . 5150 SlSidn 158h
48 553 6.9 «3.3 3R P gi02 2.62 519.9- 519.2-519.5 0.37
49 65.8 8.8 -4.2 325 1.85 2.85 519.0 518.1 518%6 038
50 wosl 8.4 -5.3 3.32 '1.1% 2055 525.4 521.2. 5233 0048
Pressure = 1000-1003 psia Inlet Subcooling = 45-49°F
Bl 44.5 38 3.2 2.67 2.67 2.67 561.0 561.0 561.0 0.0
52 49.0 3.4 3.2 2.712 2.68 2.69 563.9 - 568.9 5638 " 0.0
5% 54.8 3.3 3.2 2.00 26 2.68 567.8 - 56f.8 568 [:0
54 60.0 3.2 34 2:69 2,69 2.69 578.6 578.6 578.6 0.0
55 65.8 3.2 2.8 2Tl B 2.69 581.5 581.5 581.5 0.0
56 70.6 5:1 0.6 2,89 239 2.64 585.4 585.2 585.3 041
57 73.6 5.9 0.0 3.04 2.24 2.64 587.6.. 587.4: 5B7.5 - 0344
58 79.8 6.1 -2.0 3.14- 1,99 2.54 582.8 582.4 582.6 0.42
59 85.0 7] =BT 3.24. 1,89 2.42 594.2 587.2 - -590.7 « 0.43
TABLE VII. Data for Geometry 4
Test Section: Length = 72 in. ID = 0.6250 in.
Riser: Length = 48 in. ID = 0.6250 in.
Liquid level = 10-10.5 in. below condenser
Inlet Pressure Drop Wall
Data V;:tl;city. alscr0§s TesF Tempaerature,

Point Power, s SRRt s Freq,
No. kw Max Min Max Min Mean Max Min Mean cps
Pressure = 200-204 psia Inlet Subcooling = 19-22°F
1 14.9 3.6 3ie 9,22 3.07 3312 3914 3914 3914 0.0
2 20.1 o 2.6 3.22 3.02 3.12 396.2 396.2 396.4 0.0
3 L) 6.8 -3.0 3.45 2.45 2,85 402.8 402.8 402.2 0.43
4 26,7 7.0 -3.6 3.48 2.37 2,38 403.7 403.3 403.4 0.43



TABLE VIII (Contd.)

Inlet Pressure Drop Wall
Data Velocity, acro'ss Test Temperature,

PRt Dover, ft/sec Section, psi o s
No. kW Max Min Max  Min Mean Max Min Mean cps
Pressure = 200-204 psia Inlet Subcooling = 19-22°F (Contd.)

5 30.0 5 -5.0 3.45 2.00 (o i 407.2 406.8 407.0 0.47
6 8875 9 6.1 3.50 1.80 2.63 410.8 410.3 410.5 0.51
i § 36.6 8.2 =750 3755 1.60 2.54 413.0F @12 3 41205 0.52
8 40.0 8.6 =82 B0 1535 2.43 415.6 414.7 4152 0.56
9 A3 B8E9 =951 3480 310 2836 420.0 418.7 41911 0.58
10 45.6 L =989 3485 1205 2582 424.8 421.3 423.3 0.60
11 49.2 25 ~1027T 3395 1705 2.30 431.9 425.3 428.6 0.62
Pressure = 200-203 psia Inlet Subcooling = 28-31°F
12 20.4 3.2 2.7 3.24 8712 Siedli B 3T ST 0.0
13 24.8 6.4 1503752 Z.8T7 3.04 402.8 402.4 402.6 (0),51)
14 B02 He3 =4:2, 3237 2,00 2.69 409.4 408.8 409.0 0.41
15 35.0 B =6.1 3.50 1572 2:b61 4173,8 413.2 41356 0.50
16 38.2 8.3 =7:0  3.52 1352 2i.52 410.3 409.7 4l0.1 0.50
il g 40.3 84 7.8 3,62 1732 2.43 412.5 412.1 412.2 0:558
18 43.1 BT -8.7 3.62 1:12 2230 416.5 414.5 415.6 0.54
19 44.6 BEO -9.3 3.62 1.02 2230 416.0 414.3 415.6 0.55
20 47.8 Chi -§0:1 36T 07917 2,30 421.8 418.7 421.3 0.55
21 4959 2l -1029 372 0397 2.25 4271.9. 424.4 <4275 0.59
22 5540 10.0 sl2El 3092 1502 2.09 442.9 433.6 437.6 0.63
23 398 8.2 =750 3455 1.60 2.66 420.0 418.9 419.6 0.47
24 50T 9.4 =089 3:75 1.00 2230 4804 S SE 3502 436.7 055%
25 55,0 104 ~12.4 3.95 1, 15 251 451.2 441.6 446.0 0.62
26 59.6 1055 ~J133%5 4205 1520 2.32 458.3 450.4 453.0 0.63
27 64.7 s =13.9 4,17 1.32 2019 478.5 464.0 470.6 0.69
Pressure = 200-204 psia Inlet Subcooling = 38-42°F
28 20.8 249 2.4 3.22 320/ B dl 396.5 396.5 396.5 0.0
29 24.4 4.1 152 BT 2592 3.00 30857 59831 89857 0:28
30 2l 6.9 R0 AT 2532 2,76 402.4 402.0 402.2 0.31
31 29.9 Vel | -1.5 3.42 2520 2.73 405.0 404.6 404.8 0.32
32 32.9: 0%} -4.8 3.32 153917 2.64 406.8 406.4 406.6 0.39
33 34.9 7] =513 3,9/ 15847 2.61 409.9 409.4 409.7 0.39
34 39.4 8.3 -7.1 3.42 1.42 2.44 411.6 411.0 411.3 0.44
35 42.6 8.9 -8.2 3.00 1.05 2.34 41754 4la.5. 43R 0.47
36 46.5 9.1 -9.4 3.54  0.95 P EEE e Al o
37 50.3 9.5 -10.3 3.60  0.95 2.25 429.0 424.4 426.8 0.52
38 5502 10.1 =TS8 35 1.00 2.24 443.3 434.7 439.0 0.58
39 58,1 1055 =126 3.82 1.00 2,19 450.8 441.1 446.0 0.60
40 50.4 BT -10.4 3.54 0.92 ZeE 442.4 434.5 438.5 0.51
41 54.9 10.1 o - O 1.02 Z.23 450.4 441.6 444.6 0.56
42 60.3 10.8 =131 3,77 )2 ) 466.6. 453.0 459.2 0.61
43 64.9 {12 =1 4,02 1722 2,22 484.7 466.2 475.5 0.67
44 70.0 113 =158 3,72 1702 Z2.20 535,3 ' 484.7 508.9 0.70
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TABLE VIII (Contd.)
Inlet Pressure Drop Wall
Data V:tl/ocity, a\scro'ss Tesi.: Tempaerature,

Point Power, ' CeRoniy e Freq,
No. kW Max Min Max Min Mean Max Min Mean cps
Pressure = 600-603 psia Inlet Subcooling = 29-32°F
45 25.6 3 3.1 2.84 2.84 2.84 L B S 1 ) 513.1 0.0
46 305 5 8 3.1 2:89 2.81 2.84 519.4 519.4 519.4 0.0
47 54,5 3.2 3.1 2.89 2481 2.86 522.3  922.3 522Z.3 0.0
48 39.3 3.2 2.8 2.92 2.85 2.89 527.4 527.4 527.4 0.0
49 45.7 3.0 2.8 2.89 2.85 2.87 528.2 528.2 5282 0.0
50 50.1 2.8 2.6 2.89 2.82 2.84 537.5 881.8 ] 0.0
51 54.8 5.6 0.0 3.29 2.41 2576 53,2 842.5 b4z 9 0.51
52 60.4 (- -3.0 3.44 219 2.69 535.7  532.4 533.9 0.51
b3 65.9 7:5 -4.2 3.49 2.04 2.83 551.6 541.4 546.5 0.51
Pressure = 599-603 psia Inlet Subcooling = 39-42°F
54 20.5 3.1 3.1 281 281 2.81 500.5: . 500:5 500.5 0.0
55 25.3 3.2 3.0 2.82 2.82 2.82 506.2 506.2 506.2 0.0
56 29.8 3.2 3.1 2.85 2.85 2.85 511.6 511.6 5116 0.0
57 34.4 3.2 3.1 2.87 2.87 2.87 516.8 516.4 516.6 0.0
58 39.4 3.2 3.0 2.92 2.82 2.87 521.0 B20.8 520.9 0.0
bo 44.0 L it 3.0 2.92 2.82 2.87 525.6 525.6 525.6 0.0
60 49.6 4.5 1.5 3.07 2.67 2.87 531:8 . 531.3 531.5 0.49
61 52.4 6.1 ~1.1 3.29 2.34 2.74 5§33.3  832.6 532.9 0.49
62 599 o) -3.0 3.41 219 2.69 536.2  532.6 534.4 0.49
63 65.6 T -4.6 3.51 2.04 2.66 550.7 542.8 546.8 0.50
64 69.8 8.0 -4.8 3.59 1.94 2.62 567.8 546.7 556.7 0.52
Pressure = 600-603 psia Inlet Subcooling = 49-51°F
65 29.2 3.2 2.9 2.84 2.84 2.84 bl tish: - hlileh 517.5 0.0
66 34.3 3.2 2.8 Z,89 2.83 2.84 524.3 -~ 524.3 524.3 0.0
67 40.0 3.1 2.8 2.91 2.83 2.89 530.4 530.4 530.4 0.0
68 44.5 3.0 Z.8° 2,91 2B 2.89 5348 - B3 8 534.8 0.0
69 50.0 4.7 1.1 3.14 2.69 2.86 538.8 . 538.4 538.6 0.4
70 5525 6.7 ~1.5 3.29 2:39 2.72 527.1 7 526.7 5 5B 0.40
71 595 7.0 =3:1 3.39 225 2.72 RE28LT- BT 528.3 0.41
72 65.0 (2] -4.3 3.42 2.14 2.68 544.5 537.5 540.5 0.44
73 69.8 8.0 -4.8 3.49 1.99 2.64 560.8 545.8 553.3 0.47
74 72.8 8.3 -5,2 3.39 1.89 256 571.5 5855.1 5663 .50
Pressure = 601-604 psia Inlet Subcooling = 61-64°F
75 34.4 3,0 2.6 2.89 2.84 2.84 516.8 516.8 516.8 0.0
76 40.0 2.9 2.7 2.84 2.79 2.81 b22.1 522.1 522.1 0.0
(i 45.2 3.2 2.4 2.89 2.79 2.84 527.4 b527.4 527.4 0.0
78 50.2 2.8 2.6 2.89 2.79 2.84 533.1 5326 . G389 0.0
79 60.4 7:1 -2.8 3.29 2.24 2.69 538.4 534.4 536.4 DAY
80 65.6 7.6 -4.3 3.39. 2,095 g5 8hs 550.9 541.9 546.4 0.40
81 70.0 8.0 -4.8 3,47 1.99 2.65 B65.2 5463 5858  0.42




TABLE IX. Data for Geometry 5

Test Section: Length = 48 in. ID = 0.6250 in.
Riser: Length = 48 in. ID = 0.6250 in.
Liquid level = 10-10.5 in. below condenser
Inlet Pressure Drop Wall
Pata Velocity, across Test Temperature,
Point Power, ft/sec Sectaniipet °F Fred,
No. kW Max Min Max Min Mean Max Min Mean cps
Pressure = 201-203 psia Inlet Subcooling = 8-11°F
1 10.1 RS 2.9 3.14 3.14 3.14 383.9 383°0 38800 0.0
2 1E5T 2.6 2.6 3.14 3.14 3.14 392.7 390 7 3921 0.0
% 20.4 2.4 2.4 Cladle! 3.14 3.14 401.0 401.0 401.0 0.0
4 2D 251 128 SHLD) 3.06 3.08 408.6 408.6 408.6 0.0
5 28.1 2.0 1.6 313 Sl 3:09 410.3 410.3 410.3 0.0
6 30.0 B 0.0 3.43 2.90 3.07 414.9 - "414.9 414.9 0.76
7 32.9 4.5 0.0 365 2.0 3.00 421.8%  421.3 421.5 (0}57¢2)
8 35.5 5l -2.6 3.70 2.62 2.98 423.1 422.6 422.8 0.71
9 36.4 5.3 -3.4 3.5 2.60 2.98 424.4 424.0 424.2 0:7d
10 830°8 b.5 -4.8 S 2.45 2.83 428.8 424.8 426.2 0.70
Pressure = 200-203 psia Inlet Subcooling = 17-19°F
11 15.0 2.8 2.8 3520 3520] 3.20 396.2 396.2 396.2 0.0
12 1) G 2.5 2.5 8315 3015 3515 403.7 403.7 403.7 0.0
ke 25.0 0 %9 3.14 3.14 3.14 408.1 408.1 408.1 0.0
14 30.9 BB 0.0 3561 25Tl 2.96 418.9 417.6 418.2 0.68
1] 32.9 Bt =2.9 3.66 2.63 3.01 421.1 419.8 420.4 0.64
16 35.3 Eo) -4.0 ) 255052298 424.8 - 423.1 424.0 0.66
L7 37.6 6.6 -4.8 3o 2.50 2:93 428.4 425.9 427.1 0.65
18 40.2 6.9 =5.1 378 2.44 2.89 438.0 430.6 434.3 0.68
18] 41.2 7.0 =53 3.69 2.44 2.88 442.9 433.2 437.9 0.66
Pressure = 202-203 psia Inlet Subcooling = 29-31°F
20 20.2 32 1.6 3029 5e08 Sl 402.4 402.0 402.2 0.44
2l 22.5 2.7 1.8 3.24 3.09 3019 406.8 406.8 406.8 0.51
22 24.3 5.2 0.0 3.59 2.84 8507 409.9 409.0 409.4 051
23 28.4 5l -1.4 3.69 2,109 3.14 415.6 413.8 414.7 0.48
24 32.6 6.4 -3.7 5270, 2.55 2.98 421.5 420.0 420.7 0553
25 35.6 7.0 -4.9 3.14 2.49 2092 431.4 426.2 428.8 (0} 137/
26 38.7 71 -5.2 3.74 2.39 2.88 433.2 428.8 4310 0.57
27 40.3 7.4 -5.7 il 2.34 2.84 442.4 433.2 437.8 0:59
28 43.6 1) -6.0 acith 2,29 2,88 446.8 437.6 442.2 0.64
29 44 .4 (ioks) -6.0 3,79 2,29 283 454.3 444 .2 449.0 0.64
Pressure = 601-603 psia Inlet Subcooling = 49-52°F
30 85,3 2.8 2.7 2.97 z.94¢ 2.95 525.8 525.8 b5&h.8 0.0
31 5 L 2.7 2.5 29T 2..92 Coie e 53301 533.1 53301 0.0
32 45.6 2.1 REERE3 .02 2092 | 2.97 541.9 @ 541.9 541.9 0.0
83 407 241 %.3 3.05 2l 3.02 546.3 546.3 546.3 0.0
34 545 2.4 k.9 3.03 2.93 2.97 55308 hb At 55378 0.0
25 5953 B ~1.9 3.45 2.60 2.89 562.6 552.6 557.6 051
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TABLE X. Data for Geometry 6

Test Section: Length = 96 in. ID = 0.6250 in.
Riser: Length = 60 in. ID = 0.6250 in.
Liquid level = 10-10.5 in. below condenser

Inlet
Velocity, Pressure Drop across
R ft/sec : Test Section, psi
Point Power, Freq,
No. kW Max Min Max Min Mean cps
Pressure = 201-203 psia Inlet Subcooling = 24-26°F
1 05 3.0 2.0 299 2.89 2.94 0.0
2 5.5 3:h 2.9 2:.99 2.84 Bl 0.0
3 9.8 6.5 2.0 3.8 2.39 2213 0.29
4 22.7 7.6 2.2 5.29 359 2.69 0.31
B ABL2 1.8 22 3.34 1.49 2.66 0.29
6 26.9 Lol -4.7 .29 1.49 2.63 0.37
7 8052 i -6.1 320 i | ;5 0.40
8 3252 8.2 -6.8 3,29 1.69 S 0.41
9 43.6 8.3 =TT 3.34 1.64 2.50 0.43
10 38.3 8.6 -8.6 3.48 1.74 2.45 0.46
1l 39.6 859 =9.3 3.54 1.74 2.47 0.49
12 42.7 3 -10.1 3. 89 1.64 2.50 0.51




APPENDIX D

Almost-periodic Functions

A function f(x) is called "almost periodic" if the following conditions
are satisfied:

1. For any given € > 0 as small as desired, there exists a set of T
such that

|f(x+T) - f(x)|< € -0 x< +o

2. Alength L = L(e) exists such that any interval a< x< a + L
contains at least one number T of the set.

The number T is called the translation number, and the length L is
called the inclusion interval of the set. A general description of almost-
periodic oscillations is presented in Reference 50. The theory of almost-
periodic functions is described in Reference 51.
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